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TOWN OF NEEDHAM
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GEORGE KENT, CHAIR
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NEEDHAM, MA  02492

P: 781.455.7550

ARCHITECT

DORE & WHITTIER ARCHITECTS, INC

260 MERRIMAC STREET

BUILDING 7, 2nd FLOOR

NEWBURYPORT, MA  01950
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F: 978.499.2944

212 BATTERY STREET

BURLINGTON, VT   05401

P: 802.863.1428

F: 802.863.6955

CIVIL ENGINEER

NITSCH ENGINEERING, INC.

2 CENTER PLAZA, SUITE 430

BOSTON, MA   02180

P: 617.338.0063

F: 617.338.6472

LANDSCAPE CONSULTANT

BROWN SARDINA, INC.

129 SOUTH STREET, 6TH FLOOR

BOSTON, MA 02111

P: 617.482.4703

F: 617.482.4882

MEP ENGINEERS

GARCIA GALUSKA DeSOUSA, INC.

370 FAUNCE CORNER ROAD

DARTMOUTH, MA  01747-1217

P: 508.998.5700

F: 508.998.0883

STRUCTURAL ENGINEER

ENGINEERS DESIGN GROUP, INC.

10 CABOT ROAD, SUITE 210

MEDFORD, MA  02115

P: 781.396.9007

F: 781.396.9008

OWNERS PROJECT MANAGER

HAZARDOUS MATERIALS

UNIVERSAL ENVIRONMENTAL CONSULTANTS

12 BREWSTER ROAD

FRAMINGHAM, MA   01702

P: 508.628.5486

F: 508.628.5488

GEOTECHNICAL ENGINEER

HML

19 ROCKWOOD ROAD

HINGHAM, MA   02043

P: 781.740.9999

FOOD SERVICE CONSULTANT

CRABTREE McGRATH ASSOCIATES

153 ANDOVER STREET, SUITE 209

DANVERS, MA  01923

P: 978.762.6464

F: 978.762.6245

ACOUSTICAL

ACENTECH.

33 MOULTON STREET

CAMBRIDGE, MA    02138

P: 617.499.8000

F: 617.499.8074

TECHNOLOGY CONSULTANT

EDVANCE TECHNOLOGY DESIGN, INC.

300 BRICKSTONE SQUARE,

ANDOVER, MA 01880

P: 978.256.9900

THE GREEN ENGINEER INC.

54 JUNCTION SQUARE DRIVE

CONCORD, MA  01742

P: 978.369.8978

F: 781.240.8003

COST ESTIMATING

PM&C.

20 DOWNER AVENUE;SUITE 1C

HINGHAM, MA 02043

P: 781.740.8007

F: 781.740.1012

ENVIRONMENTAL ENGINEERING

LEC ENVIRONMENTAL CONSULTS, INC.

384 LOWELL STREET, SUITE 206

WAKEFIELD, MA 01880

P: 781.245.2500

F: 781.245.6677

SUSTAINABLE DESIGN

TOWN OF NEEDHAM
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STEVEN POPPER

PUBLIC SERVICES ADMINISTRATION BUILDING

500 DEDHAM AVENUE,

NEEDHAM, MA  02492

P: 781.455.7550
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NEEDHAM, MA 02494
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1. REFER TO SPECIFICATIONS FOR

FURTHER INFORMATION ON AND

DEFINITIONS OF MATERIALS AND SITE

IMPROVEMENTS SHOWN ON THIS PLAN.

2. REFER TO CIVIL DRAWINGS AND

SPECIFICATIONS FOR FURTHER

INFORMATION ON ALL CURBING,

VEHICULAR PAVEMENTS, VEHICULAR

SIGNAGE, HANDICAP PARKING SIGNAGE,

AND VEHICULAR LINE STRIPING.

3. LIGHTING INFORMATION IS SHOWN FOR

LOCATION AND CONTEXT ONLY.  REFER

TO ELECTRICAL SITE PLAN FOR FURTHER

INFORMATION ON ALL SITE LIGHTING.

4. REFER TO SPECIFICATIONS FOR

FURTHER INFORMATION ON BENCHES,

TRASH RECEPTACLES, AND BENCHES OF

ALL TYPES NOTED.
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OTHERWISE NOTED.

3. WALK GRADIENTS AND CROSS SLOPES

SHOWN ON THE GRADING PLANS ARE
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OF THE MASSACHUSETTS  ARCHITECTURAL

ACCESS BOARD'S (MAAB)  REGULATIONS.  IT
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CONSTRUCT THE WORK SO THAT  IT IS

COMPLIANT WITH ALL REQUIRED

REGULATIONS.   NOTE THAT THE MAXIMUM

GRADIENTS WITHIN THE  REGULATIONS DO

NOT RECOGNIZE "CONSTRUCTION

TOLERANCES." EXCEEDING THE MAXIMUM

GRADIENTS IN THE REGULATIONS IS

ENTIRELY AT THE  CONTRACTOR'S RISK.  THE

CONTRACTOR SHALL VERIFY IN WRITING

THAT ALL WALKS HAVE BEEN CONSTRUCTED

IN COMPLIANCE WITH THE MAAB'S

REGULATIONS.

4. REFER TO CIVIL DRAWINGS FOR

INFORMATION ON ALL STORM DRAINAGE
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PROPOSED SHRUBS

PLANTING LEGEND

PROPOSED TREES

ABBREVIATIONS:

CAL CALIPER

B&B BALLED IN BURLAP

TRIA. SP. TRIANGULAR SPACING

O.C. ON CENTER

#3 CONT #3 SIZED CONTAINER

HT HEIGHT

SPR SPREAD

1. REFER TO LAWNS AND GRASSES SPECIFICATIONS

FOR FURTHER INFORMATION ON LAWN SEED

MIXES.

2. ANY AREAS OF THE SITE, NOT OTHERWISE

DESIGNATED, WHICH ARE DISTURBED DURING

CONSTRUCTION SHALL BE HYDRO-SEEDED LAWN,

UNLESS OTHERWISE DIRECTED.

3. PLACE A 2" LAYER OF SHREDDED PINE BARK

MULCH OVER ALL BEDS AND TREE PITS.

PLANTING NOTES

1 LS( )

1 MDW( )
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20 IG( )

2 QBP( )

DECORATIVE GRAVEL
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SEED MIX
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SPORTS FIELD AND STONEDUST WALKWAY:
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SJ SOPHORA JAPONICA

FLOWERING TREES 

SCHOLAR TREE B&B, NO BRANCHES BELOW 6' MIN.3 - 3 1/2" CAL.

AC AMELANCHIER X GRANDIFLORA 'AUTUMN BRILLIANCE' 'AUTUMN BRILLIANCE' APPL SERVICEBERRY B&B, MULTI-STEM10' -12' HT.

QB QUERCUS BICOLOR SWAMP OAK B&B, NO BRANCHES BELOW 6' MIN.3 - 3 1/2" CAL.

HJ HAMAMELIS X INTERMEDIA 'JELENA' JELENA WITCHHAZEL - COPPER B&B, HEAVY6'-7' HT.

LS LIQUIDAMBAR STYRACIFLUA 'HAPIDAZE' HAPIDAZE SWEETGUM B&B, NO BRANCHEES BELOW 6' MIN., FRUITLESS3 - 3 1/2" CAL.

EVERGREEN TREES

DECIDUOUS SHRUBS

UM ULMUS AMERICANA 'NEW HARMONY' NEW HARMONY ELM B&B, NO BRANCHEES BELOW 6' MIN.3 - 3 1/2" CAL.

PSC PRUNUS SARGENTI 'COLUMNARIS' COLUMNAR SARGENT CHERRY

JV JUNIPER VIGINIANA EASTERN RED CEDAR B&B, BRANCHED TO GROUND, NOT SHEARED7'-8' HT.
PS PINUS STROBUS EASTERN WHITE PINE B&B, BRANCHED TO GROUND, NOT SHEARED12' -14' HT.

CS CORNUS SERICEA RED TWIG DOGWOOD 36"-48" HGT. 48" O.C. TRIA. SP. 

CAE CLETHERA ALNIFOLIA 'HUMMINGBIRD' HUMMINGBIRD SUMMERSWEET 18"-24" HGT. 36" O.C. TRIA. SP. 

MDW MALUS 'DONALD WYMAN' DONALD WYMAN CRABAPPLE B&B, NO BRANCHEES BELOW 4' MIN.3 - 3 1/2" CAL.

LT LIRIODENDRON TULIPIFERA TULIPTREE B&B, NO BRANCHEES BELOW 6' MIN.3 - 3 1/2" CAL.

QPG QUERCUS PALUSTRIS 'GREEN PILLAR' GREEN PILLAR PIN OAK B&B, LOW BRANCHING3 - 3 1/2" CAL.

PY PYRUS CALLERYANA 'CAPITOL' CAPITOL PEAR 
B&B, HEAVY
B&B, HEAVY

SAW SPIREA JAPONICA 'ANTHONY WATERER' ANTHONY WATERER SPIREA 24" HGT./SPR. 42" O.C. TRIA. SP. 

ML MAGNOLIA X LOEBNERI 'LEONARD MESSEL' LEONARD MESSEL MAGNOLIA B&B, HEAVY10-12' HT.

GB GINKGO BILOBA GINGKO B&B, NO BRANCHEES BELOW 6' MIN.3 - 3 1/2" CAL.

GT GLEDITSIA TRIACANTHOS VAR. INERMIS 'SKYLINE' SKYLINE HONEYLOCUST B&B, NO BRANCHEES BELOW 6' MIN.3 - 3 1/2" CAL.
GBP GINKGO BILOBA 'PRINCETON SENTRY' PRINCETON SENTRY GINGKO B&B, NO BRANCHEES BELOW 6' MIN.2 - 2 1/2" CAL.

DECIDUOUS TREES 

B&B, NO BRANCHES BELOW 6' MIN.3 - 3 1/2" CAL.

B&B, NO BRANCHES BELOW 6' MIN.3 - 3 1/2" CAL.

OCTOBER GLORY RED MAPLEACER RUBRUM 'OCTOBER GLORY'AR

GREEN MOUNTAIN SUGAR MAPLEACER SACCHARUM 'GREEN MOUNTAIN'AS

PLANT LIST
REMARKSSIZECOMMON NAMEBOTANICAL NAMESYMBOL

B&B, NO BRANCHES BELOW 6' MIN.3 - 3 1/2" CAL.RED SUNSET RED MAPLEACER RUBRUM 'RED SUNSET'ARR

B&B, NO BRANCHES BELOW 6' MIN.3 - 3 1/2" CAL.ARMSTRONG RED MAPLEACER RUBRUM 'ARMSTRONG'ARA
B&B, NO BRANCHES BELOW 6' MIN.KARPICK RED MAPLEACER RUBRUM 'KARPICK'ARK

CC CARPINUS CAROLINIANA AMERICAN HORNBEAM B&B, NO BRANCHEES BELOW 6' MIN., MALE ONLY3 - 3 1/2" CAL.
CJ CERCIDIPHYLLUM JAPONICUM KATSURA TREE B&B, NO BRANCHEES BELOW 6' MIN.3 - 3 1/2" CAL.

JN JUGLANS NIGRA EASTERN BLACK WALNUT B&B, NO BRANCHEES BELOW 6' MIN.3 - 3 1/2" CAL.

NS NYSSA SYLVATICA BLACK TUPELO B&B, NO BRANCHEES BELOW 6' MIN.3 - 3 1/2" CAL.
QA QUERCUS ALBA WHITE OAK B&B, NO BRANCHES BELOW 6' MIN.3 - 3 1/2" CAL.

QR QUERCUS RUBRA RED OAK B&B, LOW BRANCHING3 - 3 1/2" CAL.

MA MAGNOLIA ACUMINATA 'BUTTERFLIES' BUTTERFLIES MAGNOLIA 6'-7' HT. B&B, HEAVY

BN BETULA NIGRA RIVER BIRCH 10-12' HT.
BJS BETULA PAPYRIFERA PAPER BIRCH 2 - 2 1/2" CAL. B&B

RA RHUS AROMATICA 'GROW LOW' GRO-LOW FRAGRANT SUMAC 18"-24" HGT. 48" O.C. TRIA. SP. 

CAJ CEANOTHUS AMERICANUS NEW JERSEY TEA 24"-30" HGT. 36" O.C. TRIA. SP. 

MP MYRICA PENNSYLVANICA NORTHERN BAYBERRY 48" O.C. TRIA. SP. 24"-30" HGT.

SA SPIREA ALBA LATIFOLIA MEADOW SWEET 48" O.C. TRIA. SP. 24"-30" HGT.

CAF CORNUS ARCTIC FIRE ARCTIC FIRE DOGWOOD 18"-24" HGT. 48" O.C. TRIA. SP. 

RK ROAS KNOCK OUT BLUSHING PINK BLUSHING PINK KNOCK OUT ROSE 18"-24" HGT. 30" O.C. TRIA. SP. 

3 - 3 1/2" CAL.

B&B, MULTI-STEM

CF CORNUS FLORIDA FLOWERING DOGWOOD B&B, HEAVY10' -12' HT.

3 - 3 1/2" CAL.
3 - 3 1/2" CAL.

IG ILEX GLABRA 'SHAMROCK' SHAMROCK INKBERRY - COMPACT 42" O.C., TRIA. SP.30" HT./SPR.
JC JUNIPERUS CHINENSIS SARGENTII SARGENTII JUNIPER 42" O.C., TRIA. SP.

GRASSES / PERENNIALS

NF NEPETA X FAASSENII 'BLUE WHISPER' BLUE WHISPER CATMINT 18" O.C., TRIA. SP.

JUH JUNIPERUS HORIZONTALIS 'BAR HARBOR' BAR HARBOR JUNIPER 42" O.C., TRIA. SP.18" HT./SPR.
18" HT./SPR.

CH CAREX HACHIJOENSIS 'EVERGOLD' EVERGOLD SEDGE # 1 CONT. 15" O.C., TRIA. SP.
CO CAREX OEHME OEHME SEDGE # 2 CONT. 18" O.C., TRIA. SP.

PA PENNISETUM ALOPECUROIDES 'HAMELN' HAMELN DWARF FOUNTAIN GRASS 24" O.C., TRIA. SP.
# 2 CONT.

KL KALMIA LATIFOLIA 'ELF' ELF MOUNTAIN LAUREL 36" O.C., TRIA. SP.18" - 24" HGT.
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ABBREVIATIONS

A
ABV ABOVE
AFF ABOVE FINISH FLOOR
ASC ABOVE SUSPENDED CEILING
ACC ACCESS(ORY)
ACFL ACCESSIBLE FLOOR
AP ACCESS PANEL
AC ACOUSTICAL
ACP ACOUSTICAL CEILING PANEL
ACPL ACOUSTICAL PLASTER
ACT ACOUSTIC TILE
AWP ACOUSTIC WALL PANEL
ACR ACRYILIC PLASTER
AD ADDENDUM
ADDN ADDITION
ADH ADHESIVE
ADJ ADJACENT
ADJT ADJUSTABLE
AGG AGGREGATE
AIB AIR INFILTRATION BARRIER
A/C AIR CONDITIONING
ALT ALTERNATE
AL ALUMINUM
AB ANCHOR BOLT
ANC ANCHOR, ANCHORAGE
ANOD ANODIZED
APX APPROXIMATE
ARCH ARCHITECT(URAL)
AD AREA DRAIN
ASB ASBESTOS
ASP ASPHALT
ACCMP ASPHALT COATED CORRUGATED METAL PIPE
AT ASPHALT TILE
AV AUDIOVISUAL
AUTO AUTOMATIC

B
BR BACKER ROD
BAR BARRIER
BB BASEBOARD
BSMT BASEMENT
BRG BEARING
BPL BEARING PLATE
BJT BED JOINT
BM BENCHMARK
BET BETWEEN
BVL BEVELED
BIT BITUMINOUS
BLK BLOCK
BLKG BLOCKING
BLU BLUE STONE
BD BOARD
BL BORROWED LITE
BS BOTH SIDES
BW BOTH WAYS
BOT BOTTOM
B/O BOTTOM OF
BOD BOTTOM OF DECK
BRK BRICK
BRZ BRONZE
BLDG BUILDING
BN BULLNOSE

C

CAB CABINET
CUH CABINET UNIT HEATER
CPT CARPET (ED)
CSMT CASEMENT
CIPC CAST IN PLACE CONCRETE
CI CAST IRON
CST CAST STONE
CB CATCH BASIN
CLG CEILING
CHT CEILING HEIGHT
CEM CEMENT
C/C CENTER TO CENTER
CM CENTIMETER (S)
CER CERAMIC
CMT CERAMIC MOSAIC TILE
CT CERAMIC TILE
CBD CHALKBOARD
CHAM CHAMFER
CHGTB CHANGING TABLE
CH CHEMICAL HARDENER
CLD CHILD
CIR CIRCLE
CIRC CIRCUMFERENCE
CR CLASSROOM
CLR CLEAR (ANCE)
CL CLOSET
CLS CLOSURE
CFMF COLD FORMED METAL FRAMING
COL COLUMN
COMB COMBINATION
COMBST COMBUSTIBLE (COMBUSTION)
CMPT COMPARTMENT
COMPO COMPOSITION (COMPOSITE)
CPRS COMPRESS (ED), (ION), (IBLE)
CMPTR COMPUTER
CONC CONCRETE
CMU CONCRETE MASONRY UNIT
COND CONDUCTOR
CONF CONFERENCE
CX CONNECTION
CONST CONSTRUCTION
CONT CONTINUOUS OR CONTINUE
CONTR CONTRACT (OR)
CLL CONTRACT LIMIT LINE
CJT CONTROL JOINT
CVTR CONVECTOR
CPR COPPER
CG CORNER GUARD
CORR CORRIDOR
CRG CORRUGATED
CMP CORRUGATED METAL PIPE
CTR COUNTER
CFL COUNTERFLASHING
CTSK COUNTERSUNK SCREW
CS COUNTERSINK
CRS COURSE (S)
CVR COVER
CRG CROSS GRAIN
CFT CUBIC FOOT
CW CURTAINWALL

D

DPR DAMPER
DP DAMPROOFING
DL DEAD LOAD
DFL DEFLECTION
DEMO DEMOLISH, DEMOLITION
DMT DEMOUNTABLE
DEP DEPRESSED
D DEPTH
DET DETAIL
DIAG DIAGONAL
DIA DIAMETER
DIM DIMENSION
DISP DISPENSER
DIV DIVISION
DR DOOR
DO DOOR OPENING, DITTO
DH DOUBLE HUNG
DA DOUBLE ACTING
DTS DOVETAIL ANCHOR SLOT
DN DOWN
DS DOWNSPOUT
DT DRAIN TILE
DRB DRAINBOARD
DRW DRAWER
DWG DRAWING (S)
DFL DRINKING FOUNTAIN
DW DUMBWAITER

E

EA EACH
EF EACH FACE
E EAST
EOS EDGE OF STEEL
ED EDUCATION
ELEC ELECTRIC (AL)
EWC ELECTRIC WATER COOLER
EP ELECTRICAL PANEL
EL ELEVATION
ELEV ELEVATOR
EMER EMERGENCY
ESB ENCLOSED STEEL BEAM
ENC ENCLOSURE
ENTR ENTRANCE
EPT EPOXY PAINT
EQ EQUAL
EQP EQUIPMENT
ESC ESCALATOR
EST ESTIMATE
EXC EXCAVATE
EXH EXHAUST
EXG EXISTING
EXMP EXPANDED METAL PLATE
EXPN EXPANSION
EB EXPANSION BOLT
EJT EXPANSION JOINT
EXP EXPOSED
EXT EXTERIOR
EFS EXTERIOR FINISH SYSTEM
EIFS EXTERIOR INSULATION FINISH SYSTEM
EXS EXTRA STRONG

F
FWC FABRIC WALL COVERING
FAB FABRICATE (ION)
FB FACE BRICK
F/O FACE OF
FOWFACE OF WALL
FF FACTORY FINISH
FM FACTORY MUTUAL
FCU FAN COIL UNIT
FAS FASTEN, FASTENER
FN FENCE
FBD FIBERBOARD
FGL FIBERGLASS
FRP FIBERGLASS REINFORCED PLASTIC
FIN FINISH (ED)
FFE FINISH FLOOR ELEVATION
FFL FINISH FLOOR LINE
FTR FINNED TUBE RADIATION
FA FIRE ALARM, FRESH AIR
FAP FIRE ANNUNCIATOR PANEL
FBRK FIRE BRICK
FE FIRE EXTINGUISHER
FE&C FIRE EXTINGUISHER AND CABINET
FE&RC FIRE EXTINGUISHER AND RATED CABINET
FHC FIRE HOSE CABINET
FHS FIRE HOSE STATION
FPL FIREPLACE
FP FIRE PROOF (ING)
FPC FIRE PROTECTION SYSTEM CONTRACTOR
FR FIRE RATED (ING), FRAME (D), (ING)
FRC FIRE RESISTANT COATING
FRJS FIRE RESISTIVE JOINT SEALANT
FRT FIRE RETARDANT TREATED
FRTW FIRE RETARDANT TREATED WOOD
FXT FIXTURE
FLAM FLAMMABLE
FLSH FLASHING
FHMS FLATHEAD MACHINE SCREW
FHWS FLATHEAD WOOD SCREW
FLEX FLEXIBLE
FL FLOOR (ING)
FLCO FLOOR CLEANOUT
FD FLOOR DRAIN
FPL FLOOR PLATE
FLUR FLUORESCENT
FT FOOT, FEET
FTG FOOTING
FRG FORGED
FDN FOUNDATION
FR FRAME (D), (ING), FIRE RATED (ING)
FA FRESH AIR, FIRE ALARM
FS FULL SIZE
FBO FURNISHED BY OTHERS; BY OWNER
FURN FURNISHED, FURNITURE
FURN FURRED (ING)
FUT FUTURE

G

GA GAGE, GAUGE
GV GALVANIZED
GI GALVANIZED IRON
GP GALVANIZED PIPE
GKT GASKET (ED)
GC GENERAL CONTRACT (OR)
GLB GLASS BLOCK
GLF GLASS FIBER
GL GLASS GLAZING
GCT GLAZED CERAMIC TILE
GCMU GLAZED CONCRETE MASONRY UNITS
GST GLAZED STRUCTURAL TILE
GB GRAB BAR
GD GRADE, GRADING
GRN GRANITE
GCB GROUND FACE CONCRETE BLOCK
GT GROUT
GTR GUTTER
GYP GYPSUM
GPL GYPSUM LATH
GPPL GYPSUM PLASTER
GPT GYPSUM TILE
GWB GYPSUM WALL BOARD

H

HD HAND DRYER (HAIR DRYER)
HC HANDICAPPED, HOLLOW CORE
HDB HARDBOARD
H&S HARDENER AND SEALER
HDW HARDWARE
HDWD HARDWOOD
HJT HEAD JOINT
HDR HEADER
HGLR HEAT, GLARE, LIGHT REDUCING GLASS
HTG HEATING
HVAC HEATING/VENTILATION/AIR CONDITIONING
HT HEIGHT
HX HEXAGONAL
HES HIGH EARLY-STRENGTH CEMENT
HDC HOLD DOWN CLIPS
HLD HOLDERS
HC HOLLOW CORE, HANDICAPPED
HM HOLLOW METAL
HORIZ HORIZONTAL
HS HORIZONTAL METAL SIDING
HB HOSE BIBB
HWH HOT WATER HEATER
HR HOUR

I

IMPG IMPREGNATED
INCIN INCINERATOR
INCL INCLUDE (D), (ING)
ID INSIDE DIAMETER / INSIDE DIMENSION
ICS INSULATED COMPOSITE SIDING
INSF INSULATED FILL
IG INSULATED GLASS
INS INSULATE (D), (ION)
INT INTERIOR
INTM INTERMEDIATE
ISFP INTUMESCENT SPRAY-ON FIREPROOFING
INV INVERT
IE INVERT ELEVATION
IPS IRON PIPE SIZE

J

JAN JANITOR
JC JANITOR'S CLOSET
JT JOINT
JF JOINT FILLER
J JOIST

K

KPL KICKPLATE
KIT KITCHEN
KO KNOCKOUT

L

LBL LABEL
LAB LABORATORY
LAD LADDER
LB LAG BOLT
LAM LAMINATE (D)
LAV LAVATORY
LH LEFT HAND
L LENGTH
LT LIGHT (ING)
LC LIGHT CONTROL
LP LIGHTPROOF
LW LIGHT WEIGHT
LWC LIGHTWEIGHT CONCRETE
LMS LIMESTONE
LF LINEAR FEET
LIN LINOLEUM
LTL LINTEL
LL LIVE LOAD
LKRC LOCKER COLOR
LVR LOUVER
LPT LOW POINT

M

MACH MACHINE
MAG MAGNETIC
MDH MAGNETIC DOOR HOLDER
MH MANHOLE, MOP HOLDER
MFR MANUFACTURE (R)
MRB MARBLE
MB MARKER BOARD
MAS MASONRY
MO MASONRY OPENING
MAT MATERIAL (S)
MAX MAXIMUM
MECH MECHANICAL
MC MEDICINE CABINET
MED MEDIUM
MDF MEDIUM DENSITY FIBERBOARD
MDO MEDIUM DENSITY OVERLAY
MBR MEMBER
MMB MEMBRANE
MTL METAL
MFD METAL FLOOR DECK
MTFR METAL FURRING
MPS METAL PANEL SYSTEM
MRD METAL ROOF DECK
MTHR METAL THRESHOLD
MWS METAL WINDOW SYSTEM
M METER (S)
MEZZ MEZZANINE
MS MIDDLE SCHOOL
MM MILLIMETER (S)
MWK MILLWORK
MIN MINIMUM
MIR MIRROR
MISC MISCELLANEOUS
MOD MODULE
MRG MOISTURE RESISTANT GYPSUM WALLBOARD
MR MOISTURE RETARDANT
MLD MOLDING, MOULDING
MH MOP HOLDER, MANHOLE
MTD, MTG MOUNT (ED), (ING)
MOV MOVABLE
MULL MULLION
MCWF MULTI COLOR WALL FINISH

N

NL NAILABLE
NAT NATURAL
NR NOISE REDUCTION
NRC NOISE REDUCTION COEFFICIENT
NOM NOMINAL
NS NON SLIP
NMT NONMETALLIC
N NORTH
NE NORTHEAST
NW NORTHWEST
NA NOT APPLICABLE
NIC NOT IN CONTRACT
NTS NOT TO SCALE
NO NUMBER

O

OBS OBSCURE
OFF OFFICE
OC ON CENTER (S)
OP OPAQUE
OWJ OPEN WEB JOIST
OPNG OPENING
OPP OPPOSITE
OPPH OPPOSITE HAND
OSB ORIENTED STRAND BOARD
OZ OUNCE
OD OUTSIDE DIAMETER / OUTSIDE DIMENSION
OA OVERALL
OH OVERHEAD
OHDR OVERHEAD DOOR

P

PT PAINT (ED), POINT
PS PAINTED STEEL
PR PAIR
PNL PANEL
PB PANIC BAR
PTD PAPER TOWEL DISPENSER
PAR PARALLEL
PKG PARKING
PBD PARTICLE BOARD
PTN PARTITION
P&M PATCH AND MATCH
PV PAVE (D), (ING)
PVMT PAVEMENT
PERF PERFORATE (D)
PERI PERIMETER
PERM PERMANENT
PERP PERPENDICULAR
PC PIPE CHASE
PL PLASTER, PROPERTY LINE, PLASTIC, PLATE

PLAM PLASTIC LAMINATE
PL PLASTIC, PLATE, PROPERTY LINE, PLASTER

PG PLATE GLASS
PL PLATE, PLASTIC, PROPERTY LINE, PLASTER

PLMB PLUMBING
PWD PLYWOOD
PT POINT, PAINT (ED)
POLY POLYETHYLENE
PISO POLYISOCYANURATE
POLYUR POLYURETHANE
PVC POLYVINYL CHLORIDE
PCT PORCELAIN CERAMIC TILE
PE PORCELAIN ENAMEL
PCF POUNDS PER CUBIC FOOT
PLF POUNDS PER LINEAR FOOT
PSF POUNDS PER SQUARE FOOT
PSI POUNDS PER SQUARE INCH
PAF POWDER ACTUATED FASTENER
PCC PRECAST CONCRETE
PFB PREFABRICATED
PFN PREFINISHED
PMF PREFINISHED METAL FASCIA
PRF PREFORMED
PMS PREFORMED METAL SIDING
PK PRE-KINDERGARTEN
PPT PRESSURE PRESERVATIVE TREATED
PSC PRESTRESSED CONCRETE
PROJ PROJECT, PROJECTION
PL PROPERTY LINE, PLASTIC, PLATE, PLASTER

Q

QTY QUANTITY
QT QUARRY TILE

R

RBT RABBET, REBATE
RAD RADIATOR
R RADIUS
RL RAIL (ING)
RWC RAINWATER CONDUCTOR
RRT RAISED RUBBER TILE
RBT REBATE, RABBET
RCV RECEIVE (D)
RECT RECTANGULAR
REF REFERENCE
RFL REFLECT (ED), (IVE), (OR)
RCP REFLECTED CEILING PLAN
REFG REFRIGERATOR
REG REGISTER
RGWB REINFORCED GYPSUM WALL BOARD
REM REMOVE
RENOV RENOVATION
REQ REQUIRED
RESL RESILIENT
RB RESILIENT BASE
RET RETURN
RA RETURN AIR
RVS REVERSE (SIDE)
REV REVISION (S), REVISED
RH RIGHT HAND
ROW RIGHT OF WAY
RSR RISER
RVT RIVET
RD ROOF DRAIN
RM ROOM
RO ROUGH OPENING
RBR RUBBER
RFL RUBBER FLOORING
RT RUBBER TILE
RBL RUBBLE STONE

S

SFGL SAFETY GLASS
SND SANITARY NAPKIN DISPOSAL
SNV SANITARY NAPKIN VENDOR
SCH SCHEDULE
SCN SCREEN
SLNT SEALANT
S&BR SEALANT AND BACKER ROD
SLR SEALER
SJT SEISMIC JOINT
SJC SEISMIC JOINT COVER
SHTG SHEATHING
SG SHEET GLASS
SHL SHELF, SHELVING
SHO SHORE, (D), (ING)
SIM SIMILAR
SOH SIMILAR / OPPOSITE HAND
SPMR SINGLE PLY MEMBRANE ROOF
SKL SKYLIGHT
SL SLEEVE
SD SOAP DISH, STORM DRAIN
SC SOLID CORE
STC SOUND TRANSMISSION COEFFICIENT
SPMR SOUNDPROOF
S SOUTH
SE SOUTHEAST
SW SOUTHWEST
SPC SPACER
SPK SPEAKER
SPL SPECIAL
SPEC SPECIFICATION (S)
SFCB SPLIT FACE CONCRETE BLOCK
SFP SPRAY - APPLIED FIREPROOFING
SPR SPRINKLER
SQ SQUARE
SF SQUARE FEET
SS STAINLESS STEEL
STD STANDARD
SSMR STANDING SEAM METAL ROOFING
STA STATION
STL STEEL
STO STORAGE
SD STORM DRAIN, SOAP DISH
SCT STRUCTURAL CLAY TILE
STR STRUCTURE (AL)
SC-ACP SUBCONTRACTOR - ACOUSTIC CEILINGS
SC-ELECT SUBCONTRACTOR - ELECTRICAL
SC-ELEV SUBCONTRACTOR - ELEVATORS
SC-FPROT SUBCONTRACTOR - FIRE PROTECTION
SC-GLASS SUBCONTRACTOR - GLASS AND GLAZING
SC-HVAC SUBCONTRACTOR - HEATING, VENTILATING,

AND AIR CONDITIONING
SC-PLAST SUBCONTRACTOR - LATH AND PLASTER
SC-STONE SUBCONTRACTOR - MARBLE AND STONE
SC-MASN SUBCONTRACTOR - MASONRY
SC-WIND SUBCONTRACTOR - METAL WINDOWS
SC-MTLS SUBCONTRACTOR - MISCELLANEOUS METALS
SC-PAINT SUBCONTRACTOR - PAINTING
SC-PLUMB SUBCONTRACTOR - PLUMBING
SC-RESFL SUBCONTRACTOR - RESILIENT FLOORING
SC-ROOF SUBCONTRACTOR - ROOFING, FLASHING,

AND SHEET-METAL
SC-TZZO SUBCONTRACTOR - TERRAZZO
SC-TILE SUBCONTRACTOR - TILE
SC-WD&C SUBCONTRACTOR - WATERPROOFING, DAMP-

PROOFING, AND CAULKING
SUSP SUSPENDED
SYM SYMMETRY (ICAL)
SYN SYNTHETIC
SYS SYSTEM

T

TB TACKBOARD
TKS TACK STRIP
TEL TELEPHONE
TV TELEVISION
TEMP TEMPERED
THBD TEMPERED HARDBOARD
TERM TERMINAL
TC TERRA COTTA
TRZ TERRAZZO
THK THICKNESS
THR THRESHOLD
TRS TILE REDUCER STRIP
TPD TOILET PAPER DISPENSER
TPTN TOILET PARTITION
TOL TOLERANCE
T&G TONGUE AND GROOVE
TOB TOP OF BRICK
TOBS TOP OF BRICK SHELF
TOD TOP OF DECK
TOS TOP OF SLAB
TOWTOP OF WALL
TL TOWEL
TR TRANSFORM
XFMR TRANSFORMER
TGS TRANSLUCENT GLAZING SYSTEM
TRNSP TRANSPARENT
TRD TREAD
TS TUBE STEEL
TYP TYPICAL

U

UC UNDERCUT
UNDLMT UNDERLAYMENT
UOD UNDERSIDE OF DECK
UL UNDERWRITERS LABORATORIES
UNF UNFINISHED
UV UNIT VENTILATOR
UNO UNLESS NOTED OTHERWISE
UR URINAL

V

VR VAPOR RETARDER
VR/AIB VAPOR RETARDER/ AIR INFILTRATION BARRIER
VAR VARNISH
VNR VENEER
VIF VERIFY IN FIELD
VRM VERMICULITE
VRT VERTICAL
VS VERTICAL METAL SIDING
VEST VESTIBULE
V VINYL
VAT VINYL ASBESTOS TILE
VB VINYL BASE/ VAPOR BARRIER
VCT VINYL COMPOSITION TILE
VF VINYL FABRIC
VT VINYL TILE
VWC VINYL WALL COVERING
VP VISION PANEL
VJ V-JOINT

W

WSCT WAINSCOT
WH WALL HUNG
WHYD WALL HYDRANT
WTW WALL TO WALL
WR WASTE RECEPTACLE, WATER REPELLENT
WC WATER CLOSET
WP WATERPROOFING, WORKING POINT
WR WATER REPELLENT, WASTE RECEPTACLE
WRGWB WATER RESISTANT GYPSUM WALL BOARD
WSCT WATERSTOP
WHS WEATHERSTRIP, (ING)
WWF WELDED WIRE FABRIC
W WEST, WIDE, WIDTH
WHB WHEEL BUMPER
W WIDE, WIDTH, WEST
WND WINDOW
WW WINDOW  WALL
WGL WIRE GLASS
WM WIRE MESH
W/ WITH
W/O WITHOUT
WD WOOD
WDB WOOD BASE
WP WORKING POINT, WATER PROOFING
WI WROUGHT IRON

X
XFMR TRANSFORMER

GENERAL NOTES

1. ALL CMU DIMENSIONS ARE TO THE FACE OF CMU.  ALL METAL STUD PARTITIONS ARE TO THE FACE OF STUD UNLESS OTHERWISE NOTED

2. ABBREVIATIONS ON THIS SHEET APPLY TO ARCHITECTURAL DRAWINGS ONLY. THE LIST OF ABBREVIATIONS IS COMPREHENSIVE AND NOT RESTRICTED TO THOSE USED FOR THIS PROJECT – NOT ALL
ABBREVIATIONS WILL BE FOUND WITHIN THE DRAWINGS.

3. LEGEND SYMBOLS ON THIS SHEET APPLY TO ARCHITECTURAL DRAWINGS ONLY. THE SYMBOLS LEGEND IS COMPREHENSIVE AND NOT RESTRICTED TO THOSE USED FOR THIS PROJECT – NOT ALL SYMBOLS
WILL BE FOUND WITHIN THE DRAWINGS.

4. REPRESENTATION OF MATERIALS PATTERNS IN DRAWINGS AND DETAILS MAY BE AT A DIFFERENT APPARENT SCALE THAN THE THOSE SHOWN ON THE MATERIALS LEGEND ON THIS SHEET.

5. PROVIDE ALL CUT-OUTS, SLEEVES, BOX-OUTS, CHASES ETC. REQUIRED BY THE WORK. CONTRACTORS REQUIRING SLEEVES, BOX-OUTS, CORED HOLES, ETC. IN FLOORS AND WALLS TO FACILITATE THE
INSTALLATION OF THEIR WORK SHALL FULLY COORDINATE THE LOCATION AND REQUIREMENTS WITH THE CM/GC AND ALL PERTINENT AND RELATED TRADES.

6. THE CONTRACTOR REQUIRING SLEEVES OR BOX-OUTS SHALL PROVIDE THOSE DEVICES TO THE APPROPRIATE TRADE FOR INSTALLATION.

7. THE CONTRACTORS FOR DIVISION 21, 22, 23, 26, 27. AND 28 WORK SHALL FULLY COORDINATE THE LOCATION AND INSTALLATION OF EQUIPMENT, PIPING, SUPPORTS, HOUSEKEEPING CURBS, DRAINS,
DUCTWORK, ETC. TO PROVIDE A COMPLETE AND OPERATIONAL BUILDING.  THE DRAWINGS DO NOT DEPICT THE INSTALLATION OF SUCH ITEMS WITH EXACT LOCATION; THEREFORE THE CONTRACTORS
SHALL PERFORM THIS COORDINATION, AND THE OWNER WILL NOT CONSIDER ANY ADDITIONAL COSTS RELATED TO THE FIELD CONFLICTS RESULTING FROM FAILURE OF THE CONTRACTORS TO COORDINATE
THEIR WORK.

8. CONTRACTORS REQUIRING ACCESS DOORS AND CLEANOUTS IN THE FINISHED SPACES SHALL PROVIDE DEVICES AND COORDINATE THE LOCATION WITH ALL AFFECTED TRADES.  ACCESS DOORS IN
FINISHED CEILINGS AND WALLS SHALL BE DOCUMENTED IN DETAIL ON COORDINATION DRAWINGS AND SUBMITTED TO THE ARCHITECT FOR REVIEW PRIOR TO PLACEMENT.

9. ALL CONTRACTORS PROVIDING “BUILT-IN” ITEMS,(INCLUDING BUT NOT LIMITED TO EQUIPMENT, CASEWORK, MILLWORK, WINDOWS, STOREFRONT AND CURTAIN WALL ASSEMBLIES, DOORS, FIELD INSTALLED
GLAZING) SHALL FIELD VERIFY DIMENSIONS PRIOR TO FABRICATION.

10. THE CONTRACTOR SHALL BE RESPONSIBLE FOR MAINTAINING THE THERMAL AND ACOUSTICAL REQUIREMENTS OF THE FLOOR AND ROOF CONSTRUCTION, WALLS AND PARTITIONS BY INSTALLING PROPER
SEALS AND CLOSURES AT THE PERIMETER OF ALL OPENINGS.

11. LOCATION OF ALL FLOOR DRAINS AND TRENCH DRAINS MUST BE COORDINATED WITH EQUIPMENT LAYOUTS AND RELATED TRADES.

12. AT ALL EXPOSED CONCRETE WALLS PROVIDE 3/4" x 3/4" CHAMFER AT OUTSIDE CORNERS (HORIZONTAL AND VERTICAL), UNLESS NOTED OTHERWISE.

13. WALL VR/AIB SHALL BE CONTINUOUS AND SHALL BE SEALED AT ALL EDGES OF WALL AND PENETRATIONS.  REFER TO SPECIFIC DETAILS FOR TERMINATIONS AT WINDOWS, DOORS, CURTAIN WALL, TOP AND
BOTTOM OF WALL, ETC.  REFER TO SPECIFICATIONS AND MANUFACTURER RECOMMENDATIONS FOR ITEMS NOT SPECIFICALLY DETAILED.

14. ALL CMU DIMENSIONS ARE TO THE FACE OF CMU.  ALL METAL STUD PARTITIONS ARE TO THE FACE OF STUD UNLESS OTHERWISE NOTED

15. ALL HANDRAILS SHALL BE DESIGNED AND CONSTRUCTED FOR A CONCENTRATED LOAD OF 200 POUNDS APPLIED AT ANY POINT IN ANY DIRECTION

16. ALL GUARDRAILS SHALL BE DESIGNED AND CONSTRUCTED FOR A CONCENTRATED LOAD OF 300 POUNDS APPLIED AT ANY POINT IN ANY DIRECTION ALONG THE TOP RAILING MEMBER.  IT SHALL ALSO BE
DESIGNED AND CONSTRUCTED FOR A UNIFORM LOAD OF 100 POUNDS PER FOOT APPLIED IN ANY DIRECTION AT THE REQUIRED GUARDRAIL HEIGHT

17. THE INFILL AREA OF A GUARDRAIL SYSTEM SHALL BE DESIGNED AND CONSTRUCTED FOR A HORIZONTAL CONCENTRATED LOAD OF 200 POUNDS APPLIED ON A (1) ONE SQUARE FOOT AREA, AT ANY POINT IN
THE SYSTEM, INCLUDING INTERMEDIATE RAILS OR OTHER ELEMENTS SERVING THIS PURPOSE

MATERIALS LEGEND

EARTH

FILL

CONCRETE
PRE-CAST CONCRETE

CONCRETE MASONRY UNITS

BRICK

SAND GRANULAR FILL /
MORTAR

STEEL

GYPSUM WALL BOARD

PLASTER/LATH

PLYWOOD

PLASTIC LAMINATE
(ON PLYWOOD)

WOOD BLOCKING
CONTINUOUS (NOM. DIM.)

2 6

WOOD SHIMS
SPACED BLOCKING

SEMI-RIGID BATT INSULATION

RIGID INSULATION

BATT INSULATION

FINISHED HARDWOOD

ACOUSTIC CEILING PANEL

CERAMIC / QUARRY TILE

RESIN BASED SOLID MATERIAL

CARPET

SHEET METAL

FLUID APPLIED OR SHEET
MEMBRANE MATERIAL

REINFORCING BARS

STONE, GRAVEL

SPRAY FOAM INSULATION

CEMENT - FIBER

REINFORCING - WWF

STONE/GRANITE/MARBLE

GLASS

DATUM POINT

NEW CONSTRUCTION GRID BUBBLE

CENTER LINE

ITEMS BELOW CUT LINE - HIDDEN

ITEMS ABOVE CUT LINE - OVERHEAD

ROOM NAME

ROOM NUMBER

DOOR NUMBER

WINDOW TAG

BORROWED LIGHT TAG

WALL TYPE TAG

BUILDING SECTION CALLOUT

DETAIL CALLOUT

REVISION TAG

REVISED CONTENT

A9.10

1

2

3

4 MULTIPLE ELEVATION CALLOUT

ELEVATION CALLOUT

SYMBOLS LEGEND

EXISTING CONSTRUCTION GRID BUBBLE

CURTAIN WALL TAG

STOREFRONT TAG

INDICATES PARTIAL HEIGHT OF WALL IN INCHES

INDICATES ANY RATING OF WALL

0

0

200A-A

ROOM NAME

100

W4

BL3

CW1

SF1

1

A101

1

1

1

1

A101

1

1

A101

X1.1196 1

WALL TYPE - SEE AG0.02 FOR TYPES

3/4" MDO SIGN PANEL
(FINISH 2 SIDES FOR 2-
SIDE SIGN)

3/4" ROUTED
CHANNEL TO HOLD

3/4" MDO PANEL

POST:
DIG 3' HOLES & BACKFILL W/
COMPACTED GRAVEL & SAND

PROJECT SIGN

3'
 -

 2
"

4'
 -

 0
"

7' - 0"

00 PROJECT SIGN
1/2" = 1'-0" SCALE

NOTES
1. ALL FRAME POSTS SHALL BE 4" x 4" PLANED CEDAR , PAINTED.
2. THE MDO PANEL SHALL BE PRIMED AND PAINTED, BOTH SIDES.
3. SIGN SHALL BE CONSTRUCTED SO THAT THE PANEL FITS INTO THE
    ROUTED CHANNEL AND ALL FASTENERS ARE NOT VISIBLE.
4. FASTENERS SHALL NOT PENETRATE MDO PANEL.

GENERAL NOTES
ABBREVIATIONS ON THIS SHEET APPLY TO ARCHITECTURAL DRAWINGS ONLY. THE LIST OF ABBREVIATIONS IS
COMPREHENSIVE AND NOT RESTRICTED TO THOSE USED FOR THIS PROJECT – NOT ALL ABBREVIATIONS WILL
BE FOUND WITHIN THE DRAWINGS.

LEGEND SYMBOLS ON THIS SHEET APPLY TO ARCHITECTURAL DRAWINGS ONLY. THE SYMBOLS LEGEND IS
COMPREHENSIVE AND NOT RESTRICTED TO THOSE USED FOR THIS PROJECT – NOT ALL SYMBOLS WILL BE
FOUND WITHIN THE DRAWINGS.

REPRESENTATION OF MATERIALS PATTERNS IN DRAWINGS AND DETAILS MAY BE AT A DIFFERENT APPARENT
SCALE THAN THE THOSE SHOWN ON THE MATERIALS LEGEND ON THIS SHEET.

CONTRACTORS REQUIRING SLEEVES, BOX-OUTS, CORED HOLES, ETC. IN FLOORS AND WALLS TO FACILITATE
THE INSTALLATION OF THEIR WORK SHALL FULLY COORDINATE THE LOCATION AND REQUIREMENTS WITH THE
CM/GC AND ALL PERTINENT AND RELATED TRADES.

THE CONTRACTOR REQUIRING SLEEVES OR BOX-OUTS SHALL PROVIDE THOSE DEVICES TO THE APPROPRIATE
TRADE FOR INSTALLATION.

THE CONTRACTORS FOR DIVISION 21, 22, 23, 26, 27. AND 28 WORK SHALL FULLY COORDINATE THE LOCATION
AND INSTALLATION OF EQUIPMENT, PIPING, SUPPORTS, HOUSEKEEPING CURBS, DRAINS, DUCTWORK, ETC. TO
PROVIDE A COMPLETE AND OPERATIONAL BUILDING.  THE DRAWINGS DO NOT DEPICT THE INSTALLATION OF
SUCH ITEMS WITH EXACT LOCATION; THEREFORE THE CONTRACTORS SHALL PERFORM THIS COORDINATION,
AND THE OWNER WILL NOT CONSIDER ANY ADDITIONAL COSTS RELATED TO THE FIELD CONFLICTS RESULTING
FROM FAILURE OF THE CONTRACTORS TO COORDINATE THEIR WORK.

CONTRACTORS REQUIRING ACCESS DOORS AND CLEANOUTS IN THE FINISHED SPACES SHALL PROVIDE
DEVICES AND COORDINATE THE LOCATION WITH ALL AFFECTED TRADES.  ACCESS DOORS IN FINISHED CEILINGS
AND WALLS SHALL BE DOCUMENTED IN DETAIL ON COORDINATION DRAWINGS AND SUBMITTED TO THE
ARCHITECT FOR REVIEW PRIOR TO PLACEMENT.

ALL CONTRACTORS PROVIDING “BUILT-IN” ITEMS,(INCLUDING BUT NOT LIMITED TO EQUIPMENT, CASEWORK,
MILLWORK, WINDOWS, STOREFRONT AND CURTAIN WALL ASSEMBLIES, DOORS, FIELD INSTALLED GLAZING)
SHALL FIELD VERIFY DIMENSIONS PRIOR TO FABRICATION.
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GYPSUM WALL BOARD SCHEDULE
1. WHERE METAL STUD AND GYPSUM WALL BOARD PARTITIONS ARE INDICATED ON THE

DRAWINGS USE THE FOLLOWING TABLE IN CONJUNCTION WITH THE ROOM FINISH SCHEDULE
TO DETERMINE THE TYPE OF GYPSUM WALL BOARD REQUIRED

GWB1 ABUSE RESISTANCE/
ENHANCED CORE

USE ON ALL INTERIOR WALLS OR WHERE NOTED
(TO 10'-0" A.F.F.)

GWB2 NON REINFORCED USE ON ALL INTERIOR WALLS FROM 10'-0" A.F.F.
TO BOTTOM OF DECK UNLESS NOTED
OTHERWISE, AND AT SOFFITS

GWB3 WATER-RESISTANT USE IN ALL TOILET ROOMS, LOCKER ROOMS,
KITCHENS AND OTHER AREAS WHICH ARE
SUBJECT TO MODERATE AMOUNTS OF
MOISTURE*

GWB4 FLEXIBLE USE IN AREAS THAT REQUIRE CURVED WALLS OR
SOFFITS, ETC.

GWB5 EXTERIOR GYPSUM
SHEATHING

USE ON ALL EXTERIOR WALLS WITH METAL STUD
BACK-UP

GWB6 CEILING BOARD HARD CEILINGS (EXCEPT IN AREAS THAT WOULD
OTHERWISE REQUIRE GWB3 OR GWB8 DUE TO
MOISTURE*)

GWB7 EXTERIOR CEILING BOARD EXTERIOR GYPSUM BOARD SOFFITS

SHOWER AREAS AND OTHER HIGH MOISTURE
AREAS*

GWB8 CEMENTITIOUS BOARD

ALL LOCATIONS BEHIND WALL TILE (WET OR
DRY)

GWB9 CEMENTITIOUS TILE BACKER
BOARD

*MODERATE AND HIGH MOISTURE AREAS SHALL BE AS DEFINED BY THE GWB MANUFACTURER
FOR EACH TYPE OF BOARD.  COORDINATE WITH MANUFACTURERS RECOMMENDED USES
AND/OR MOISTURE LIMITATIONS.

TYPICAL PARTITION NOTES

NOTE: FIRE RATED CMU PARTITIONS & WALLS SHALL COMPLY WITH NCMA TEK 7-1 (1995)
EQUIVALENT THICKNESS AND TABLE 6.0.  GROUT CELLS AS REQUIRED TO ACHIEVE
EQUIVALENT THICKNESS FOR FIRE RATING

A. AT FIRE RATED PARTITIONS

FILL ALL GAPS AND DECK FLUTES WITH FIRE RESISTIVE JOINT SEALANTS (FRJS) AT TOP OF FIRE
RATED PARTITIONS (BY 07 84 00) AS DESCRIBED BELOW

B. AT NON-RATED PARTITIONS

1. FRJS #1: PACKING MATERIAL:
MIN. 4 1/2" THICKNESS OF MIN. 4.0 PCF MINERAL WOOL BATT INSULATION FIRMLY PACKED INTO
FLUTES OF THE STEEL FLOOR UNITS AND BETWEEN THE TOP OF THE MASONRY WALL OR WALL
BOARD AND BOTTOM OF THE STEEL FLOOR UNITS AS A PERMANENT FORM.  PACKING MATERIAL TO
BE RECESSED FROM EACH SURFACE OR WALL TO ACCOMMODATE THE REQUIRED THICKNESS OF
FILL MATERIAL
NOTE: USE 3 1/2" THICKNESS AT 1 HR FIRE RATED STUD WALLS

2. FRJS #2: FILL, VOID OR CAVITY MATERIAL:
MIN. 1/2" THICKNESS OF FILL MATERIAL INSTALLED ON EACH SIDE OF THE WALL IN THE FLUTES
OF THE STEEL FLOOR UNITS AND BETWEEN THE TOP OF THE WALL AND THE BOTTOM OF THE
STEEL FLOOR UNITS, FLUSH WITH EACH SURFACE OF WALL

WHERE INDICATED ON THE PARTITION DETAILS AS FRJS #1 AND FRJS #2, SUBSTITUTE "SPRAY
APPLIED ACOUSTIC INSULATION" (BY 07 21 19)

CMU PARTITION BRACING BY MISCELLANEOUS METAL SUBCONTRACTOR.  SEE STRUCTURAL
DRAWINGS FOR DETAILED REQUIREMENTS

PARTITION KEY NOTES

P1

P2

P1

1. ALL PARTITIONS SHALL EXTEND TO THE UNDERSIDE OF THE METAL ROOF DECK OR FLOOR
DECK ABOVE, UNLESS SPECIFICALLY INDICATED AS OTHERWISE ON DRAWINGS. REFER TO
PARTITION TERMINATION DETAILS AT SHEET AG0.02.

2. ACOUSTIC INSULATION SHALL BE PROVIDED IN ALL NON-FIRE RATED PARTITIONS AS
INDICATED BY PARTITION TYPES. INSULATION SHALL EXTEND MINIMUM 6 INCHES ABOVE THE
HIGHEST ADJACENT CEILING.  INSULATION IN FIRE RATED PARTITIONS SHALL BE PROVIDED PER
THE U.L. ASSEMBLY DETAILS INDICATED.

3. PROVIDE CONTROL JOINTS IN GYPSUM WALL BOARD PARTITIONS AT 30 FEET MAXIMUM
SPACING, WHETHER OR NOT THE DRAWINGS DEPICT CONTROL JOINTS. LOCATE JOINTS AT TOP
CORNERS OF DOOR AND BORROWED LIGHT FRAMES TO THE GREATEST EXTENT POSSIBLE.

4. WHERE GWB CONTROL JOINTS OCCUR AWAY FROM DOOR OR BORROWED LIGHT FRAMES,
JOINTS SHALL EXTEND THE FULL HEIGHT OF THE FRAMED WALL, WHETHER OR NOT CONCEALED
BY SURFACE INSTALLED EQUIPMENT OR APPLIED TREATMENTS, OR CEILINGS.

5. PROVIDE FIRE RATED CONTROL JOINTS MATCHING THE REQUIRED RATING OF THE WALL
ASSEMBLY AT FIRE RATED WALLS.  REFER TO CONTROL JOINT DETAILS AT SHEET AG0.02.

6. PROVIDE MASONRY CONTROL JOINTS AT MAXIMUM 24 FOOT SPACING, AND WHERE
INDICATED ON DRAWINGS.  PROVIDE BRICK CONTROL JOINTS WITHIN 24 INCHES OF EACH
OUTWARD CORNER OF EXTERIOR WALLS. AT INWARD CORNERS, PROVIDE CONTROL JOINTS AT
THE CHANGE IN SURFACE PLANE ON THE “LEAST VISIBLE” SIDE OF THE CORNER.

7. THE INTEGRITY OF GWB FIRE RATED PARTITIONS SHALL BE MAINTAINED WHEREVER
RECESSED EQUIPMENT, DEVICES, SPECIALTIES, OR OTHER COMPONENTS OF MORE THAN 20
SQUARE INCHES IN FACE AREA OF RECESS OR PENETRATION OCCURS. WHERE SUCH RECESSED
EQUIPMENT DOES NOT FEATURE A FIRE RATED CABINET OR ENCLOSURE MATCHING THE FIRE
RATING OF THE WALL BEING PENETRATED, THE RECESS SHALL BE LINED WITH LAYER(S) OF
GYPSUM WALL BOARD TO PROVIDE AN EQUIVALENT FIRE RATING, THROUGHOUT THE RECESS, OR
FIRESTOPPED WITH AN APPROVED ASSEMBLY SUITABLE TO THE PENETRATION SIZE,
PENETRATING ITEM, AND REQUIRED RATING.  THE CONTRACTOR RESPONSIBLE FOR THE
RECESSED EQUIPMENT SHALL COORDINATE THE RECESS REQUIREMENTS, DEPTH, AND
DETAILING OF THE OPENING WITH THE CM/GC TO CONFIRM THAT ADEQUATE WALL DEPTH EXISTS.
FIRESTOPPING MATERIALS SHALL BE PROVIDED BY THE CONTRACTOR REQUIRING THE
PENETRATION PER THE REQUIREMENTS OF SECTION 07 84 00.  IF A RATED CABINET IS NOT
PROVIDED THE COST OF LINING THE RECESS WITH GYPSUM WALL BOARD OR PROVISION OF
FIRESTOPPING SHALL BE PAID BY THE CONTRACTOR RESPONSIBLE FOR THE RECESSED
EQUIPMENT.

8. LINTELS SHALL BE PROVIDED AT OPENINGS IN MASONRY PARTITIONS FOR DOORS,
WINDOWS, LOUVERS, RECESSED EQUIPMENT INCLUDING, BUT NOT LIMITED TO UNIT HEATERS,
CONVECTORS, FIRE HOSE CABINETS, TOILET ACCESSORIES, AND DUCTWORK PENETRATIONS
THAT ARE OVER 16 INCHES WIDE.  PROVIDE LOOSE STEEL LINTELS (FURNISHED BY SECTION 05 00
01 TO SECTION 04 00 01 FOR INSTALLATION) AT PENETRATIONS NOT EXPOSED TO VIEW OR IN
CONCEALED SPACES.  AT LOCATIONS WHERE MASONRY IS EXPOSED TO VIEW, PROVIDE UNIT
MASONRY LINTELS UNLESS SPANS REQUIRE OTHERWISE.   REFER TO STRUCTURAL DRAWINGS
FOR MASONRY LINTEL AND LOOSE STEEL LINTEL SCHEDULES AND TYPICAL DETAIL
REQUIREMENTS.

9. ALL EXPOSED VERTICAL CORNERS OF CONCRETE MASONRY UNITS SHALL FEATURE RADIUS
CORNER BLOCK, UNLESS SPECIFICALLY INDICATED AS SQUARE OR OTHERWISE IN DETAILS.

10. FIRE RESISTANCE RATING FOR MASONRY WALLS SHALL BE ACHIEVED BY ONE OF THE
FOLLOWING METHODS, WHICH SHALL BE AT THE CONTRACTOR’S OPTION.  THE CONTRACTOR
SHALL  DOCUMENT WHICH COMPLIANCE METHOD IS PROPOSED AS PART OF THE PRODUCT
SUBMITTALS:

a. USE OF MASONRY UNITS IN THICKNESS INDICATED, BEARING U.L. TESTING APPROVAL
(AS A STAND-ALONE SYSTEM WITHOUT APPLIED FINISHES) FOR THE RATINGS INDICATED.

b. USE OF MASONRY UNITS IN THICKNESS INDICATED, OF COMPOSITION, DENSITY, AND
FACE THICKNESS TO MEET THE REQUIREMENTS OF TABLE 721.3.2 “MINIMUM EQUIVALENT
THICKNESS OF BEARING OR NONBEARING CONCRETE MASONRY WALLS” OF THE MA STATE
BUILDING CODE (IBC), BASED ON THE EQUIVALENT THICKNESS OF THE HOLLOW, NON-GROUT
FILLED UNITS DETERMINED IN ACCORDANCE WITH ASTM C140.

c. USE OF MASONRY UNITS IN SIZES INDICATED, WITH AIR SPACES AND CELLS WITHIN
BLOCK FILLED SOLID WITH SAND, PEA-STONE, CRUSHED STONE, SLAG, OR OTHER MATERIALS AS
DESCRIBED IN SECTION 721.3.1.4, MEETING THE ASTM TESTS DESCRIBED THEREIN, SUCH THAT
THE TOTAL THICKNESS OF THE MASONRY UNITS MEETS THE EQUIVALENT THICKNESS
REQUIREMENTS LISTED IN TABLE 721.3.2 OF THE MA STATE BUILDING CODE (IBC) FOR THE BLOCK
COMPOSITION AND AGGREGATES PROPOSED FOR USE BY THE CONTRACTOR.

d. USE OF MASONRY UNITS IN THICKNESS INDICATED, WITH ALL AIR SPACES AND CORES
GROUTED SOLID, SUCH THAT THE TOTAL THICKNESS OF THE MASONRY UNITS MEETS THE
EQUIVALENT THICKNESS REQUIREMENTS LISTED IN TABLE 721.3.2 OF THE MA STATE 

BUILDING CODE (IBC) FOR THE BLOCK COMPOSITION AND AGGREGATES PROPOSED FOR 
USE BY THE CONTRACTOR.

11. ALL FIRE RATED PARTITIONS SHALL EXTEND TO UNDERSIDE OF DECK ABOVE, WITH ALL GAPS
AND DECK FLUTES AT TOPS OF WALLS FILLED WITH FIRE RESISTANT JOINT SEALANTS (FRJS).

a. FRJS1 – PACKING MATERIAL:  MINIMUM 4.0 PCF MINERAL WOOL INSULATION, IN
THICKNESS 1” LESS THAN OVERALL WALL THICKNESS OR AS REQUIRED BY THE SELECTED U.L.
ASSEMBLY SUITABLE TO THE WALL TYPE AND REQUIRED RATING (WHICHEVER IS GREATER).
TIGHTLY PACK MINERAL WOOL INTO FLUTES OF STEEL DECKING AND GAP AT TOP OF WALL TO
FILL GAPS COMPLETELY AND FORM A PERMANENT FORM TO SERVE AS BACKING FOR FRJS2.

b. FRJS2:  FIRESTOPPING SEALANT:  MINIMUM 1/2" THICK MATERIAL INSTALLED ON EACH
SIDE OF JOINT TO COVER FRJS1 COMPLETELY AND SPAN BUILDING JOINT, WITH SURFACE OF
SEALANT FLUSH WITH SURFACE OF WALL.  WHERE EXPOSED TO VIEW FIRESTOPPING SEALANT
SHALL BE PAINTABLE AND INSTALLATION SHALL BE SUITABLE FOR EXPOSURE TO VIEW IN
FINISHED SPACES.

c. SELECTION OF PROPRIETARY MATERIALS AND U.L. APPROVED ASSEMBLIES
APPROPRIATE TO REQUIRED RATINGS AND CONSTRUCTION IS AT THE CONTRACTOR’S OPTION,
HOWEVER ALL FIRESTOPPING MATERIALS FOR THE PROJECT SHALL BE PROVIDED FROM THE

SAME MANUFACTURER REGARDLESS OF WHICH TRADE OWNS THE FIRESTOPPING WORK.  THE
CM / GC SHALL BE RESPONSIBLE FOR COORDINATING THIS REQUIREMENT WITH ALL TRADES.

12. ALL GAPS AT BUILDING JOINTS AND THROUGH PENETRATIONS AT WALLS THAT ARE INDICATED
AS “SMOKE RATED” SHALL BE FILLED WITH FRJS #1 AND SEALED ON ONE SIDE WITH FRJS #2 AS
DEFINED ABOVE, SUCH THAT GAPS ARE SEALED TO PREVENT THE PASSAGE OF SMOKE.

13. ALL GAPS AT BUILDING JOINTS AND THROUGH-PENETRATIONS OF NON-FIRE RATED WALLS
SHALL BE SEALED TO REDUCE NOISE TRANSFER.  AT CONTRACTOR’S OPTION, PROVIDE ACOUSTIC
FOAM INSULATION PER SECTION 07 21 19, OR PACK CONTINUOUS MINERAL WOOL INSULATION TO
FILL GAPS TO FULL THICKNESS OF WALL.

A B C

FRJS #2

FRJS #1

BATT INSULATION

DEFLECTION TRACK

DEFLECTION TRACK

BATT INSULATION

20 GA MTL STUD UTILITY
ANGLE

FRJS #2, EA SIDE

FRJS #1, EA SIDEFRJS #1, EA SIDE

FRJS #2, EA SIDE

DEFLECTION  TRACK

BATT INSULATION

METAL STUDS @ 16" O.C.

JOIST OR BEAM

JOIST OR BEAM
METAL STUD @ 16" O.C.

STEEL JOIST - PROVIDE 1" GAP
BETWEEN GWB AND ALL SIDES OF
JOIST TO ALLOW FOR DEFLECTION;
FIRESTOP ALL AROUND JOIST
PENETRATION OF WALL

STL. DECK; SEE STR. DWGS.

5/8" GWB - TWO LAYERS WHERE
REQUIRED FOR RATING OR WALL
TYPE

METAL STUDS @ 16" O.C. -
SECURE TO DEFLECTION
TRACK AT BOTTOM OF
FRAMING TO ALLOW FOR
DEFLECTION - NOT TO WALL
STUDS

STL. DECK; SEE STR. DWGS. STL. DECK; SEE STR. DWGS.

5/8" GWB ON MTL
STUD @ 16" O.C.

METAL CORNER BEAD

2 LAYERS GWB WHERE
REQUIRED BY FIRE
RATING / WALL TYPE

PROVIDE 1" GAP BETWEEN BOTTOM
OF JOIST AND SOFFIT FRAMING TO

ALLOW FOR DEFLECTION OF
STRUCTURE

GWB CONTROL JOINT

HEAD OF WALL CONDITION PARALLEL
TO FRAMING

2 LAYERS GWB WHERE
REQUIRED BY FIRE
RATING / WALL TYPE

GWB CONTROL
JOINT

CONTROL JOINT

2 LAYERS GWB WHERE
REQUIRED BY FIRE

RATING / WALL TYPE

HEAD OF WALL CONDITION DIRECTLY
BELOW FRAMING

HEAD OF WALL CONDITION
PARALLEL TO DECK

1"
1"

JOIST OR BEAM FRAMING:
SEE STR DWGS

FIRESTOPPING ASSEMBLY
- FRJS #2 WITH FRJS #1
BACKING

STL. DECK; SEE STR. DWGS.

D

FIRESTOPPING - WALL CONDITION AT
JOIST PENETRATION

LINE OF STEEL STUD FRAMING

HINGE SIDE

STRIKE SIDE

NOTE:
MINIMUM STRIKE SIDE DIMENSIONS TAKE PRECEDENCE
AND CANNOT BE REDUCED.  HINGE SIDE DIMENSIONS
CAN BE REDUCED TO MAINTAIN MINIMUM STRIKE SIDE
CLEARANCES.  VERIFY THAT WALL FINISHES AND
ACCESSORIES ALLOW FOR HINGE SIDE REDUCTION

FACE OF STUD

FACE OF STUD
PUSH SIDE OF
DOOR (TYP.)

PULL SIDE OF
DOOR (TYP.)TO FACE

OF WALL

1'-2"
(1'-0" MIN. W/FIN)

1'-8"
(1-7" MIN. W/FIN)

TO CMU
4"

TO FACE OF STUD
4"

FACE OF CMU

PLAN DIM. PLAN DIM. TO FACE OF STUD

A B C D E

5/8" GYPSUM WALLBOARD,
EXTEND GWB DOWN TO
CMU TRIM TIGHT TO STEEL
CHANNEL

FRJS #2 EA SIDE

FRJS #1 EA SIDE

FRJS #2 EA SIDE

WHEREVER CMU PTNS. MISSES
BEAM OR JOIST, SEE DETAIL B

FRJS #2 EA SIDE

FRJS #1

GROUT SOLID TOP 2
COURSES OF WALL OR
AS REQ'D BY STR.

MAINTAIN 1" CLEARANCE BELOW
DECK/ FRAMING TO ALLOW FOR
DEFLECTION OF ROOF/FLOOR
STRUCTURE

FRJS # 1 & FRJS #2

MAINTAIN 1" GAP @ JOIST WEB

MAINTAIN 1" CLEARANCE
BELOW JOIST TO ALLOW FOR
DEFLECTION OF
ROOF/FLOOR STRUCTURE

FRJS #1 EA SIDE

FRJS #2 EA SIDE

GROUT SOLID TOP 2
COURSES OF WALL
OR AS REQ'D BY STR.

2 1/2" METAL STUDS W (1) LAYER OF
5/8" GWB EACH SIDE FOR NON-
RATED AND1-HR, 2 LAYERS EACH
SIDE FOR 2-HR PTNS

FRJS #1

5/8" GWB ON MTL STUDS (2)
LAYERS EA. SIDE @ 2 HR

PTNS.; 1 LAYER EA. SIDE @
NON RATED  & 1 HR PTNS

SCH.
PARTITION
TYPE

SCH.
PARTITION
TYPE

SCH.
PARTITION
TYPE

SCH.
PARTITION
TYPE

STL BEAM, SEE STR.
DWGS.

STL BEAM, SEE STR.
DWGS.

STL. JOIST, SEE STR.
DWGS.

STL BEAM, SEE STR.
DWGS.

STL. JOIST, SEE STR.
DWGS.

2 1/2" METAL STUDS W (1)
LAYER OF 5/8" GWB EACH
SIDE FOR NON-RATED
AND1-HR, 2 LAYERS EACH
SIDE FOR 2-HR PTNS

FRJS #2 EA SIDE

FRJS #1 EA SIDE

METAL DECK FLUTES

FILL STUDS WITH BATT INS.

FRJS #1 AT JOINT

STR STL CLIP ANGLES,
SEE STR DWGS

CONDITION PARALLEL AND IN PROXIMITY
TO STEEL FRAMING

DECK FLUTES

STR STL TOP OF WALL
BRACING AND CLIP ANGLES:
SEE STR

FIRESTOP ALL
AROUND STL

BRIDGING

CONDITION PARALLEL AND BETWEEN
STEEL FRAMING

STRUCTURAL BRIDGING, SEE STR DWGS

CONDITION PARALLEL TO JOIST
FRAMING @ POCKET

FILL STUDS WITH BATT INS.

STR STL CLIP ANGLES,
SEE STR DWGS

CONDITION PARALLEL AND
CENTERED ON STEEL JOIST FRAMING

CONDITION PARALLEL AND CENTERED
ON STEEL BEAM FRAMING

STR STL CLIP ANGLES,
SEE STR DWGS

DECK FLUTES DECK FLUTES

FRJS #1 AT JOINT, EA SIDEFRJS #1 AT JOINT, EA SIDE

FILL STUDS WITH BATT INS.

F

FRJS #2 EA SIDE

FRJS #1

GROUT SOLID TOP 2
COURSES OF WALL OR
AS REQ'D BY STR.

MAINTAIN 1" CLEARANCE BELOW
DECK/ FRAMING TO ALLOW FOR
DEFLECTION OF ROOF/FLOOR
STRUCTURE

SCH.
PARTITION
TYPE

STL BEAM, SEE STR.
DWGS.

DECK FLUTES

STR STL TOP OF WALL
BRACING AND CLIP ANGLES:
SEE STR

CONDITION AT INDERSIDE OF
CONCRETE FILLED FLOOR DECK

CONC. SLAB, SEE PLAN

G

FRJS #1

FRJS #2 EA SIDE

SCH.
PARTITION
TYPE

CONDITION PERPENDICULAR TO
STEEL BEAMS

STR STL CLIP ANGLES,
SEE STR DWGS

DECK FLUTES

MAINTAIN  3/4" GAP TO UNDERSIDE OF
BEAM AND DECK FOR STRUCTURAL
DEFLECTION

FRJS #1

FRJS #2 EA SIDE

STR STL CLIP ANGLES,
SEE STR DWGS

TYPE 1 TYPE 2

(SECTION VIEW) (PLAN VIEW)

NOTE:
PROVIDE TYPE 1 BLOCKING
FOR CASEWORK, MARKER
BOARDS, TACK BOARDS,
WALL MOUNTED
ACOUSTICAL/REFLECTOR
PANELS, ETC

NOTE:
PROVIDE TYPE 2 BLOCKING
FOR TOILET ACCESSORIES,
WALL-MOUNTED TV MONITOR
BRACKETS, RAILING
BRACKETS, DOOR STOPS,
WALL SHELVING, ETC.

SCHEDULED
WALL TYPE

SCHEDULED
WALL TYPE

6" X 16 GA. SHEET
METAL STRAP OVER
STUDS

5/8" FRT PLYWOOD
BLOCKING SCREW TO
BLOCKING @ 6" O.C. @
EACH STUD

METAL STUDS

2X BLOCKING FULL HEIGHT
OF PLYWOOD

BRICK VENEER OVER 12" CMU BACK UP

AIR SPACE

GRID

HORIZ. LADDER
REINFORCING @
16" O.C. (VRT) W/
PINTLE & EYE TIES
@ 16" O.C. (HORIZ.
& VRT.)

8"

SEE PLAN

REFER TO STR.
FOR REINFORCING
REQ.S

X4.11

BRICK VENEER

3" RIGID INSULATION

12" CMU

CONT. VR/AIB

HORIZ. LADDER
REINFORCING @
16" O.C. (VRT) W/
PINTLE & EYE
TIES @ 16" O.C.
(HORIZ. & VRT.)

BRICK VENEER OVER 8" CMU BACK UP

AIR SPACE

GRID

8"

SEE PLAN

REFER TO STR.
FOR
REINFORCING
REQ.S

X3.11

BRICK VENEER

3" RIGID INSULATION

CONT. VR/AIB

8" CMU

GRID

AIR SPACE

BRICK VENEER OVER 6" CFMF

1/2" GWB 5

ADJUSTABLE BRICK
TIES @ 16" O.C.
(HORIZ. & VRT.)

8"

SEE PLAN

X1.11

BRICK VENEER

3" RIGID INSULATION

CONT. VR/AIB

5/8" GYPSUM
WALLBOARD

6" LGMF @ 16" O.C.

2 HOUR RATED
(UL U336)

(2) LAYERS 1"
GYPSUM CORE
BOARD IN 2" H
CHANNEL
FRAMING BRACE
TO ADJACENT
FURRING WALLS
OR STRUCTURE

S10
2 HR RATED (UL U415) (UL
U419 "B" W/ 6" DEEP "C-H"
STUD)

6" x 20 GA C-H METAL
STUDS @ 16 O.C.

PLAN VIEW

2 LAYERS 5/8" GYPSUM
BOARD

BATT INSUL. FILL TO
FULL WIDTH OF STUD

S6

1" GYPSUM COREBOARD

2 1/2" SHAFTWALL STUD 2 HR
RATED W/ (1) LAYER 5/8" GWB
(UL U415 SYSTEM B)

2 1/2" x 20 GA C-H
METAL STUDS @ 16 O.C.

PLAN VIEW

S2

BATT INSUL. FILL TO
FULL WIDTH OF STUD

1" GYPSUM COREBOARD

2 LAYERS 5/8" GYPSUM
BOARD

2 1/2" SHAFTWALL STUD 1 HR
RATED W/ (1) LAYER 5/8" GWB
(UL U415 SYSTEM A)

2 1/2" x 20 GA C-H
METAL STUDS @ 16 O.C.

PLAN VIEW

1 LAYER 5/8" GYPSUM
BOARD

BATT INSUL. FILL TO
FULL WIDTH OF STUD

S1

1" GYPSUM COREBOARD

(1) LAYER GWB, ONE SIDE
OVER 8" CMU

(1) LAYER GWB, ONE SIDE
OVER 8" CMU (1 HR RATED)

1" SEPARATION
BETWEEN CMU
AND METAL
STUD

REFER TO STR.
FOR
REINFORCING
REQ.S

1 LAYER 5/8" GYPSUM
BOARD

3 5/8" METAL STUDS @
16" O.C.

8" CMU

N

N1

ACOUSTICAL BATT
INSULATION

(2) LAYERS GWB, EACH SIDE

1 HR RATED (UL U495)

RESILIENT CLIPS @
16" O.C.

2 LAYERS 5/8" GYPSUM
BOARD ON EACH SIDE

6" METAL STUDS @ 16"
O.C.

M

M1

ACOUSTICAL BATT
INSULATION

NON RATED

7/8" FURRING
CHANNELS @
16" O.C.

REFER TO STR.
FOR REINFORCING
REQ.S

1 LAYER 5/8" GYPSUM
BOARD

6" CMU

HF8

NON RATED

1 HR RATED
SEPARATION (NCMA 7-
1A ASTM E119

2 HR RATED
SEPARATION (NCMA 7-
1A ASTM E119

NON-RATED ACOUSTIC
BARRIER, SEAL
TERMINATIONS &
PENETRATIONS W/
ACOUSTIC SEALANT

REFER TO
STRUCTURAL
FOR
REINFORCING
REQ.S

6" CMU

H

H1

H2

HA

NON RATED

1 HR RATED SEPARATION
(NCMA 7-1A ASTM E119

2 HR RATED SEPARATION
(NCMA 7-1A ASTM E119

REFER TO
STRUCTURAL
FOR
REINFORCING
REQ.S

12" CMU

G

G1

G2

NON RATED FURRING
PARTITION

1 LAYER 5/8" GYPSUM
BOARD

2 1/2" METAL STUDS @
16" O.C.

BATT INSUL. FILL TO
FULL WIDTH OF STUD

F

?

NOTE: OMIT BATT INSULATION WHERE

FURRING IS ADJACENT AND PARALLEL TO

EXTERIOR WALL THERMAL ENVELOPE

UNLESS SPECIFICALLY INDICATED IN DETAILS

7/8" FURRING
CHANNELS @ 16"
O.C.

SUBSTRATE

PLAN VIEW

1 LAYER 5/8" GYPSUM
BOARD

F8

NON-RATED ACOUSTIC
BARRIER, SEAL
TERMINATIONS &
PENETRATIONS THROUGH
GWB W/ ACOUSTIC
SEALANT

NON RATED FURRING
PARTITION

1 LAYER 5/8" GYPSUM
BOARD

6" METAL STUDS @ 16"
O.C.

BATT INSUL. FILL TO
FULL WIDTH OF STUD

F6

F6a

NOTE: OMIT BATT INSULATION WHERE
FURRING IS ADJACENT AND PARALLEL TO

EXTERIOR WALL THERMAL ENVELOPE
UNLESS SPECIFICALLY INDICATED IN DETAILS

(1) LAYER 5/8" GWB ONE SIDE

(2) LAYERS 5/8" GWB

NON-RATED ACOUSTIC
BARRIER, SEAL TERMINATIONS
& PENETRATIONS THROUGH
GWB W/ ACOUSTIC SEALANT

(2) LAYERS 5/8" GWB @
TYPE F5

1 LAYER 5/8" GYPSUM
BOARD

3 5/8" METAL STUDS @
16" O.C.

BATT INSUL. FILL TO
FULL WIDTH OF STUD

F4

F4A

F5

NOTE: OMIT BATT INSULATION WHERE
FURRING IS ADJACENT AND PARALLEL TO

EXTERIOR WALL THERMAL ENVELOPE UNLESS
SPECIFICALLY INDICATED IN DETAILS

?

FURRING PARTITION

SUBSTRATE

U.N.O.

3"

2 LAYERS 5/8" GYPSUM
BOARD

2 1/2" METAL STUDS @
16" O.C.

BATT INSUL. FILL TO
FULL WIDTH OF STUD

F2

?

NOTE: OMIT BATT INSULATION WHERE
FURRING IS ADJACENT AND PARALLEL TO

EXTERIOR WALL THERMAL ENVELOPE UNLESS
SPECIFICALLY INDICATED IN DETAILS

1 HR RATED
SEPARATION (NCMA 7-
1A, ASTM E119)

2 HR RATED
SEPARATION (NCMA 7-
1A, ASTM E119)

NON RATED

NON-RATED
ACOUSTIC BARRIER,
SEAL TERMINATIONS
& PENETRATIONS W/
ACOUSTIC SEALANT

REFER TO STR.
FOR REINFORCING
REQUIREMENTS

8" CMU

E

E1

E2

EA

NON RATED

4" CMU

D
NON RATED

1 HR RATED SEPARATION
(UL U419, OR EQUAL)

1 LAYER 5/8" GYPSUM
BOARD ON EACH SIDE

8" METAL STUDS @ 16"
O.C.

BATT INSUL. FILL TO
FULL WIDTH OF STUD

C

C1

NON RATED

1 HR RATED SEPARATION (UL
U419, OR EQUAL)

1 LAYER 5/8" GYPSUM
BOARD ON EACH SIDE

3 5/8" METAL STUDS @
16" O.C.

BATT INSUL. FILL TO
FULL WIDTH OF STUD

B

B1
1 HR RATED SEPARATION
(UL U419, OR EQUAL)

NON RATED

1 LAYER 5/8" GYPSUM
BOARD ON EACH SIDE

6" METAL STUDS @ 16"
O.C.

BATT INSUL. FILL TO
FULL WIDTH OF STUD

A

A1

2 HR RATED SEPARATION
(UL U419, OR EQUAL)

NON-RATED ACOUSTIC
BARRIER,  SEAL
TERMINATIONS &
PENETRATIONS W/ ACOUSTIC
SEALANT

2 LAYERS 5/8" GYPSUM
BOARD ON EACH SIDE

6" METAL STUDS @ 16"
O.C.

BATT INSUL. FILL TO
FULL WIDTH OF STUD

A2

A2A

GRID

6" CFMF  @ 16" O.C.

1/2" GWB 5

EXTERIOR WOOD CLADDING PANEL OVER 6" CFMF

22 GA. S.S STL. ANGLE
CLIPS 2" x 1 1/2" x 4"
LONG @ 24" O.C.

7/8" VRT HAT
CHANNELS @ 24" O.C.

SEE PLAN

X1.24

CONT. VR/AIB

4" MINERAL FIBER
INSULATION

5/8" GYPSUM
WALLBOARD

22 GA. CONT. HORIZ.
GV STEEL ANGLE
2" x 3" @ 24" O.C.

EXTERIOR WOOD
CLADDING PANEL 12"
WIDE (TYP.)

GRID

SEE PLAN

EXTERIOR WOOD CLADDING PANEL
OVER 8" CMU

X3.24

8" CMU

22 GA. S.S STL. ANGLE
CLIPS 2" x 1 1/2" x 4"
LONG @ 24" O.C.

7/8" VRT HAT
CHANNELS @ 24" O.C.

4" MINERAL FIBER
INSULATION

22 GA. CONT. HORIZ.
GV STEEL ANGLE
2" x 3" @ 24" O.C.

EXTERIOR WOOD
CLADDING PANEL
12" WIDE (TYP.)

GRID

AIR SPACE

NATURAL STONE VENEER OVER 6" CFMF

1/2" GWB 5

ADJUSTABLE BRICK
TIES @ 16" O.C.
(HORIZ. & VRT.)

8"

SEE PLAN

X1.14

3" RIGID INSULATION

CONT. VR/AIB

5/8" GYPSUM
WALLBOARD

6" LGMF @ 16" O.C.

NATURAL STONE
VENEER

HORIZ. LADDER
REINFORCING @
16" O.C. (VRT) W/
PINTLE & EYE
TIES @ 16" O.C.
(HORIZ. & VRT.)

NATURAL STONE VENEER OVER
8" CMU BACK UP

AIR SPACE

GRID

8"

SEE PLAN

REFER TO STR.
FOR
REINFORCING
REQ.S

X3.14

3" RIGID INSULATION

8" CMU

NATURAL STONE
VENEER

GV. STEEL FRAMING;
SEE STR. DWGS.

METAL ROOF SCREEN MOUNTED TO GV. STEEL
STRUCTURE

GRID

6" GV. LGMF

0' - 6" 0' - 0 3/4"

7/8" X 2.67" CORRUGATED
PFN. STL. 22 GA.

SEE PLAN

X5.23

Project No.

DATE: SCALE:

SHEET TITLE:

SHEET #:

A

B

C

D

E

F

G

H

J

K

L

1234567891011121314

A

B

C

D

E

F

G

H

J

K

L

1234567891011121314

COPYRIGHT © 2016 by Dore & Whittier Architects Inc. (D&W)
These documents are D&W's instruments of service and as such
D&W retains all copyrights, common law and statutory rights. Use
of these documents without D&W's express, written permission will
result in copyright infringement.

As indicated

5
/2

5
/2

0
1
6
 4

:0
1

:3
9
 P

M
C

:\
U

s
e
rs

\n
b
e
c
k
\D

o
c
u

m
e
n
ts

\A
R

C
H

 -
 7

0
4
 -

 C
E

N
T

R
A

L
 A

V
E

_
n
ic

k
b
e
c
k
9
0
7

1
.r

v
t

15-704

H
IL

L
S

ID
E

 S
C

H
O

O
L
 A

T
 C

E
N

T
R

A
L
 A

V
E

5
8
5
 C

E
N

T
R

A
L
 A

V
E

N
U

E
N

E
E

D
H

A
M

, 
M

A
 0

2
4
9
4

6/02/2016

WALL TYPES,
NOTES &
DETAILS

AG0.02

SCHEMATIC DESIGN

REVISION: Date:



UP

A.99

A.80

A.80

A.10

A.10

A.20

A.20

A.30

A.30

A.40

A.40

A.25

A.25

2.20
2.20

2.30

2.10 2.10

2.40

2.50

2.70

2.90 2.90

2.80

A.63

A.63

A.60

A.60

A.66

A.66A.90

1.10

1.20

1.60

1.70

1.80

1.90

B.90

B.60

1.40

1.30

1.50

2.35

A.75

A.75

2.62

2.55

A.50

A.50

B.58

1.85

B.85B.67 B.75

B.70

B.80

A4.10

A13

A4.10

G13

A4.10

J10

A4.10

D10

S3-1

STAIR 3

127

KINDERGARTEN

W/ TOILET

125

KINDERGARTEN

W/ TOILET

118

LIT COACH

109

SMALL GROUP

111A

ART STOR

111

ART

103

GEN'L CLRM GR

1-5
105

GEN'L CLRM GR

1-5

102

GEN'L CLRM GR

1-5

104

GEN'L CLRM GR

1-5
119

VP OFFICE

101

LIAISON OFF
113

EXTENDED

LEARNING AREA

117

SMALL GROUP

116

DE-ESC

115A

TOILET

115

SELF-CONTAINED

114

EXTENDED

LEARNING AREA

123

GIRLS

134

ADAPTIVE PE

129

OT/PT

129A

OT/PT STORAGE

108

TEACHER

COLLAB

142

GYM STORAGE

140

BOILER ROOM

124

KINDERGARTEN

126

KINDERGARTEN

E1-1

ELEVATOR

128

MACH. ROOM

S1-1

STAIR 1 122

BOYS

112

ELEC

110

CUST

141

GYM

132

VESTIBULE

106

TOILET

130

CORRIDOR
100

CORRIDOR

131

VESTIBULE

S2-1

STAIR 2

136

HEALTH INST.

OFF.
135

TOILET/ SHOWER

637

SANITARY PUMP

CHAMBER

139

BOYS

138

GIRLS

112A

EMER. ELEC.

107

STOR.

143

MAIN ELEC.

126A

TOILET

124A

TOILET

127A

TOLIET

125A

TOILET

2.25

2.60

2.32

1.86

143A

MAIN EMER.

ELEC.

A.85

A.41

A.22

A.22

A.27

A.27

A.72

A.72

A.77

A.77

2.78

A.70

A.70

1
5
8

' -
 8

"

350' - 0"

N

T
R

U
E

 N
O

R
T
H

PROJECT NORTH

0 8' 16' 32'

GRAPHIC SCALESCALE: 1/16"=1'-0"

Project No.

DATE: SCALE:

SHEET TITLE:

SHEET #:

A

B

C

D

E

F

G

H

J

K

L

1234567891011121314

AB

KEY PLAN

A

B

C

D

E

F

G

H

J

K

L

1234567891011121314

COPYRIGHT © 2016 by Dore & Whittier Architects Inc. (D&W)
These documents are D&W's instruments of service and as such
D&W retains all copyrights, common law and statutory rights. Use
of these documents without D&W's express, written permission will
result in copyright infringement.

 1/16" = 1'-0"

5
/2

5
/2

0
1
6
 3

:5
9

:1
5
 P

M
C

:\
U

s
e
rs

\n
b
e
c
k
\D

o
c
u

m
e
n
ts

\A
R

C
H

 -
 7

0
4
 -

 C
E

N
T

R
A

L
 A

V
E

_
n
ic

k
b
e
c
k
9
0
7

1
.r

v
t

15-704

H
IL

L
S

ID
E

 S
C

H
O

O
L
 A

T
 C

E
N

T
R

A
L
 A

V
E

5
8
5
 C

E
N

T
R

A
L
 A

V
E

N
U

E
N

E
E

D
H

A
M

, 
M

A
 0

2
4
9
4

6/02/2016

LEVEL 1
OVERALL PLAN

A1.10

SCHEMATIC DESIGN

MSBA SPACE PLANNING LEVEL 1

NUMBER ROOM NAME NET AREA

100 CORRIDOR 2287 SF

101 LIAISON OFF 174 SF

102 GEN'L CLRM GR 1-5 948 SF

103 GEN'L CLRM GR 1-5 948 SF

104 GEN'L CLRM GR 1-5 948 SF

105 GEN'L CLRM GR 1-5 948 SF

106 TOILET 51 SF

107 STOR. 54 SF

108 TEACHER COLLAB 244 SF

109 SMALL GROUP 126 SF

110 CUST 52 SF

111 ART 993 SF

111A ART STOR 155 SF

112 ELEC 173 SF

112A EMER. ELEC. 7 SF

113 EXTENDED LEARNING AREA 600 SF

114 EXTENDED LEARNING AREA 599 SF

115 SELF-CONTAINED 948 SF

115A TOILET 120 SF

116 DE-ESC 154 SF

117 SMALL GROUP 125 SF

118 LIT COACH 248 SF

119 VP OFFICE 150 SF

120 CORRIDOR 122 SF

121 TOILET VESTIBULE 157 SF

122 BOYS 145 SF

123 GIRLS 145 SF

124 KINDERGARTEN 1208 SF

124A TOILET 54 SF

125 KINDERGARTEN W/ TOILET 1208 SF

125A TOILET 54 SF

126 KINDERGARTEN 1203 SF

126A TOILET 54 SF

127 KINDERGARTEN W/ TOILET 1208 SF

127A TOLIET 54 SF

128 MACH. ROOM 68 SF

129 OT/PT 600 SF

129A OT/PT STORAGE 149 SF

130 CORRIDOR 568 SF

131 VESTIBULE 257 SF

132 VESTIBULE 87 SF

133 CORRIDOR 461 SF

134 ADAPTIVE PE 613 SF

135 TOILET/ SHOWER 82 SF

136 HEALTH INST. OFF. 150 SF

137 TOILET VESTIBULE 126 SF

138 GIRLS 88 SF

139 BOYS 125 SF

140 BOILER ROOM 718 SF

141 GYM 6000 SF

142 GYM STORAGE 150 SF

143 MAIN ELEC. 338 SF

143A MAIN EMER. ELEC. 12 SF

637 SANITARY PUMP CHAMBER 67 SF

E1-1 ELEVATOR 58 SF

S1-1 STAIR 1 189 SF

S2-1 STAIR 2 284 SF

S3-1 STAIR 3 302 SF

LEVEL 1 TOTAL GROSS AREA = 32,086

REVISION: Date:
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PLAN GENERAL NOTES
1. ALL INTERIOR CMU PARTITIONS ARE TYPE "E", UNLESS NOTED OTHERWISE. ALL INTERIOR STUD

PARTITIONS ARE TYPE "A", UNLESS NOTED OTHERWISE.

2. WHERE DOORS, WINDOWS, BORROWED LITES, GRILLES, OR OPENINGS OCCUR IT SHALL BE
ASSUMED THAT THE WALL CONSTRUCTION IS THE SAME ABOVE AS ADJACENT, UNLESS NOTED
OTHERWISE.

3. WHERE COLUMN LINES ARE SHOWN INSIDE WALLS AND PARALLEL TO THE WALL, IT SHALL BE
ASSUMED THAT THE WALL IS CENTERED ON THE COLUMN LINE UNLESS DIMENSIONED
OTHERWISE.

4. WHERE ENLARGED PLANS ARE INDICATED, REFER TO ENLARGED PLAN SHEET FOR DIMENSIONS,
WALL TYPES, AND DETAIL REFERENCES.

5. REFER TO HORIZONTAL CONTROL PLANS AND STRUCTURAL DRAWINGS FOR SLAB
INFORMATION (INCLUDING DEPRESSIONS, EDGE DIMENSIONS, AND SHAFT OPENINGS).
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PLAN GENERAL NOTES
1. ALL INTERIOR CMU PARTITIONS ARE TYPE "E", UNLESS NOTED OTHERWISE. ALL INTERIOR STUD

PARTITIONS ARE TYPE "A", UNLESS NOTED OTHERWISE.

2. WHERE DOORS, WINDOWS, BORROWED LITES, GRILLES, OR OPENINGS OCCUR IT SHALL BE
ASSUMED THAT THE WALL CONSTRUCTION IS THE SAME ABOVE AS ADJACENT, UNLESS NOTED
OTHERWISE.

3. WHERE COLUMN LINES ARE SHOWN INSIDE WALLS AND PARALLEL TO THE WALL, IT SHALL BE
ASSUMED THAT THE WALL IS CENTERED ON THE COLUMN LINE UNLESS DIMENSIONED
OTHERWISE.

4. WHERE ENLARGED PLANS ARE INDICATED, REFER TO ENLARGED PLAN SHEET FOR DIMENSIONS,
WALL TYPES, AND DETAIL REFERENCES.

5. REFER TO HORIZONTAL CONTROL PLANS AND STRUCTURAL DRAWINGS FOR SLAB
INFORMATION (INCLUDING DEPRESSIONS, EDGE DIMENSIONS, AND SHAFT OPENINGS).
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LEVEL 1 - AREA
B

A1.12

SCHEMATIC DESIGN

REVISION: Date:
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LEVEL 2
OVERALL PLAN

A1.20

SCHEMATIC DESIGN

MSBA SPACE PLANNING LEVEL 2

NUMBER ROOM NAME NET AREA

240 GEN OFF WAITING 318 SF

241 PRINC SEC. 125 SF

242 MAIL ROOM 50 SF

243 PRINC OFF/ CONF 251 SF

244 GUIDANCE OFF 152 SF

245 GUIDANCE OFF 152 SF

247 CONFERENCE 249 SF

248 BOOKKEEPER OFF 125 SF

249 RECORDS ROOM 112 SF

250 CONFERENCE 306 SF

251 TEACHER WORK ROOM 315 SF

252 COPIER ROOM 148 SF

253 STAFF LUNCH 514 SF

254 CORRIDOR 626 SF

254A TOILET 56 SF

255 DE-ESC 146 SF

256 IDF 80 SF

257 GIRLS 185 SF

258 BOYS 183 SF

259 VESTIBULE 120 SF

260 CAFETERIA 2225 SF

261 PLATFORM 1002 SF

262 QUIET ZONE 322 SF

263 QUIET ZONE 665 SF

264 CHAIR STORAGE 343 SF

265 KITCHEN 1438 SF

265A CORRIDOR 105 SF

266 FOOD STORAGE 182 SF

267 KITCHEN OFFICE 99 SF

268 TOILET 51 SF

269 TOILET 51 SF

270 WATER ENTRY 96 SF

271 CUSTODIAN OFFICE 150 SF

272 RECEIVING/ GEN'L SUP. 243 SF

273 CORRIDOR 283 SF

274 ELEC 85 SF

275 CUSTODIAN WORKSHOP 375 SF

275A CUSTODIAN STORAGE 376 SF

276 STORE ROOM 287 SF

277 RECYCLING/ TRASH 401 SF

E1-2 ELEVATOR 58 SF

S1-2 STAIR 1 295 SF

S2-2 STAIR 2 284 SF

S3-2 STAIR 3 302 SF

MSBA SPACE PLANNING LEVEL 2

NUMBER ROOM NAME NET AREA

200 CORRIDOR 2308 SF

200A ELEC 5 SF

201 LIAISON OFF 174 SF

202 GEN'L CLRM GR 1-5 948 SF

203 GEN'L CLRM GR 1-5 948 SF

204 GEN'L CLRM GR 1-5 948 SF

205 GEN'L CLRM GR 1-5 943 SF

206 TOILET 51 SF

207 STORAGE 54 SF

208 BOOK ROOM 244 SF

209 SMALL GROUP 126 SF

210 CUST 27 SF

211 STEAM CLASSROOM 998 SF

211A PROJECT MATERIALS STORAGE 150 SF

212 NETWORK/ TELECOM 197 SF

213 EXTENDED LEARNING AREA 598 SF

214 EXTENDED LEARNING AREA 598 SF

215 SELF-CONTAINED 595 SF

215A TOILET 60 SF

216 DE-ESC 150 SF

217 SMALL GROUP 125 SF

218 MATH COACH 248 SF

219 LANG. OFF 178 SF

220 CORRIDOR 61 SF

221 TOILET VESTIBULE 158 SF

222 BOYS 144 SF

223 GIRLS 144 SF

224 GEN'L CLRM GR 1-5 948 SF

225 GEN'L CLRM GR 1-5 956 SF

226 GEN'L CLRM GR 1-5 947 SF

227 GEN'L CLRM GR 1-5 953 SF

228 STOR. 68 SF

229 MEDIA CENTER/ READING ROOM 1661 SF

230 CORRIDOR 411 SF

231 SPEC OFF 120 SF

232 SPEC OFF 131 SF

233 MUSIC 1177 SF

233A INSTRUMENT STORAGE 125 SF

234 PRACTICE 96 SF

235 CORRIDOR 1807 SF

236 NURSE 250 SF

236A TOILET 60 SF

237 EXAM 100 SF

238 EXAM 100 SF

239 VESTIBULE 156 SF

LEVEL 2 TOTAL GROSS AREA = 39,266

REVISION: Date:
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PLAN GENERAL NOTES
1. ALL INTERIOR CMU PARTITIONS ARE TYPE "E", UNLESS NOTED OTHERWISE. ALL INTERIOR STUD

PARTITIONS ARE TYPE "A", UNLESS NOTED OTHERWISE.

2. WHERE DOORS, WINDOWS, BORROWED LITES, GRILLES, OR OPENINGS OCCUR IT SHALL BE
ASSUMED THAT THE WALL CONSTRUCTION IS THE SAME ABOVE AS ADJACENT, UNLESS NOTED
OTHERWISE.

3. WHERE COLUMN LINES ARE SHOWN INSIDE WALLS AND PARALLEL TO THE WALL, IT SHALL BE
ASSUMED THAT THE WALL IS CENTERED ON THE COLUMN LINE UNLESS DIMENSIONED
OTHERWISE.

4. WHERE ENLARGED PLANS ARE INDICATED, REFER TO ENLARGED PLAN SHEET FOR DIMENSIONS,
WALL TYPES, AND DETAIL REFERENCES.

5. REFER TO HORIZONTAL CONTROL PLANS AND STRUCTURAL DRAWINGS FOR SLAB
INFORMATION (INCLUDING DEPRESSIONS, EDGE DIMENSIONS, AND SHAFT OPENINGS).
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LEVEL 2 - AREA
A

A1.21

SCHEMATIC DESIGN

REVISION: Date:
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PLAN GENERAL NOTES
1. ALL INTERIOR CMU PARTITIONS ARE TYPE "E", UNLESS NOTED OTHERWISE. ALL INTERIOR STUD

PARTITIONS ARE TYPE "A", UNLESS NOTED OTHERWISE.

2. WHERE DOORS, WINDOWS, BORROWED LITES, GRILLES, OR OPENINGS OCCUR IT SHALL BE
ASSUMED THAT THE WALL CONSTRUCTION IS THE SAME ABOVE AS ADJACENT, UNLESS NOTED
OTHERWISE.

3. WHERE COLUMN LINES ARE SHOWN INSIDE WALLS AND PARALLEL TO THE WALL, IT SHALL BE
ASSUMED THAT THE WALL IS CENTERED ON THE COLUMN LINE UNLESS DIMENSIONED
OTHERWISE.

4. WHERE ENLARGED PLANS ARE INDICATED, REFER TO ENLARGED PLAN SHEET FOR DIMENSIONS,
WALL TYPES, AND DETAIL REFERENCES.

5. REFER TO HORIZONTAL CONTROL PLANS AND STRUCTURAL DRAWINGS FOR SLAB
INFORMATION (INCLUDING DEPRESSIONS, EDGE DIMENSIONS, AND SHAFT OPENINGS).
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LEVEL 3
OVERALL PLAN

A1.30

SCHEMATIC DESIGN

MSBA SPACE PLANNING LEVEL 3

NUMBER ROOM NAME NET AREA

300 CORRIDOR 2303 SF

301 LIAISON OFF 174 SF

302 GEN'L CLRM GR 1-5 948 SF

303 GEN'L CLRM GR 1-5 948 SF

304 GEN'L CLRM GR 1-5 948 SF

305 GEN'L CLRM GR 1-5 948 SF

306 TOILET 51 SF

307 STOR. 54 SF

308 TEACHER COLLAB 244 SF

309 SMALL GROUP 126 SF

310 CUST 27 SF

311 SPANISH CLASSROOM 897 SF

312 ELEC 121 SF

313 EXTENDED LEARNING AREA 600 SF

314 EXTENDED LEARNING AREA 598 SF

315 SELF-CONTAINED 595 SF

315A TOILET 60 SF

316 DE-ESC 150 SF

317 SMALL GROUP 125 SF

318 LIT COACH 248 SF

319 METCO LIASON 175 SF

320 CORRIDOR 61 SF

321 TOILET VESTIBULE 157 SF

322 BOYS 144 SF

323 GIRLS 144 SF

324 GEN'L CLRM GR 1-5 949 SF

325 GEN'L CLRM GR 1-5 954 SF

326 GEN'L CLRM GR 1-5 947 SF

327 GEN'L CLRM GR 1-5 953 SF

328 MOM 73 SF

329 MEDIA CENTER/ READING ROOM 693 SF

330 CORRIDOR 389 SF

331 RESOURCE ROOM 504 SF

E1-3 ELEVATOR 58 SF

S1-3 STAIR 1 284 SF

S2-3 STAIR 2 284 SF

S3-3 STAIR 3 302 SF

LEVEL 3 TOTAL GROSS AREA = 19,350

REVISION: Date:
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PLAN GENERAL NOTES
1. ALL INTERIOR CMU PARTITIONS ARE TYPE "E", UNLESS NOTED OTHERWISE. ALL INTERIOR STUD

PARTITIONS ARE TYPE "A", UNLESS NOTED OTHERWISE.

2. WHERE DOORS, WINDOWS, BORROWED LITES, GRILLES, OR OPENINGS OCCUR IT SHALL BE
ASSUMED THAT THE WALL CONSTRUCTION IS THE SAME ABOVE AS ADJACENT, UNLESS NOTED
OTHERWISE.

3. WHERE COLUMN LINES ARE SHOWN INSIDE WALLS AND PARALLEL TO THE WALL, IT SHALL BE
ASSUMED THAT THE WALL IS CENTERED ON THE COLUMN LINE UNLESS DIMENSIONED
OTHERWISE.

4. WHERE ENLARGED PLANS ARE INDICATED, REFER TO ENLARGED PLAN SHEET FOR DIMENSIONS,
WALL TYPES, AND DETAIL REFERENCES.

5. REFER TO HORIZONTAL CONTROL PLANS AND STRUCTURAL DRAWINGS FOR SLAB
INFORMATION (INCLUDING DEPRESSIONS, EDGE DIMENSIONS, AND SHAFT OPENINGS).
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ROOF PLAN GENERAL NOTES

LOW SLOPE MEMBRANE ROOFS
ALL ROOF AREAS SHALL BE ROOFING SYSTEM TYPE “R1” UNLESS SPECIFICALLY INDICATED AS OTHERWISE.

REFER TO SHEET A3.50 FOR DETAILED DESCRIPTIONS OF ROOF SYSTEM TYPES.

UNDERSIDE OF DECK (UOD) ELEVATIONS INDICATED ARE THEORETICAL ELEVATIONS PROVIDED AT STRUCTURAL
COLUMN GRID INTERSECTIONS, UNLESS SPECIFICALLY INDICATED AS OTHERWISE.

THE ROOFING AREAS SHALL FEATURE PLANAR SLOPE TOWARD DRAINS OF A MINIMUM ¼ INCH VERTICAL IN 12
INCHES HORIZONTAL DISTANCE. PROVIDE TAPERED INSULATION OR SHIMS TO MAINTAIN MINIMUM SLOPE AND
AVOID PONDING.

PROVIDE TAPERED INSULATION AND/OR CRICKETS AT THE UPSLOPE SIDE OF ALL CURBS AND OTHER
OBSTRUCTIONS TO DRAINAGE SLOPES, INCLUDING BUT NOT LIMITED TO CURBS FOR MECHANICAL EQUIPMENT,
SKYLIGHTS, ACCESS HATCHES, AND SMOKE HATCHES.

PROVIDE ROOF WALK PADS AT EACH ROOF ACCESS POINT (ADJACENT TO ROOF HATCHES AND BOTTOM AND TOP
OF ALL LADDERS), AND AROUND ALL ROOFTOP EQUIPMENT WHETHER SHOWN IN DRAWINGS OR NOT.

DETAIL REFERENCES MAY NOT BE INDICATED FOR EACH OCCURRENCE OF ROOF PENETRATIONS OR ROOF
MOUNTED EQUIPMENT. REFER TO THE ROOF LEGEND FOR ITEMS SHOWN ON THE ROOF PLAN, AND TO TYPICAL
ROOF DETAILS AT SHEET A3.50 THAT ARE APPLICABLE TO THE WORK OF THIS PROJECT.

ROOFING SYSTEMS SHALL COMPLY WITH WIND LOAD AND PERFORMANCE REQUIREMENTS FOR ROOF
COVERINGS.  FASTENINGS, JOINT SEAM TREATMENTS, AND OTHER INSTALLATION DETAILS SHALL MEET
MANUFACTURER’S REQUIREMENTS TO SATISFY CODE AND MEET WARRANTY REQUIREMENTS.

ROOF DRAIN W/ INSULATION SUMP:
SEE PLUMBING DWG's

DIRECTION OF SLOPING
STRUCTURE
(FLAT INSULATION AREA)

DIRECTION OF  SLOPE AT
TAPERED INSULATION (MIN. 1/4"=1'-0")

ROOF ACCESS HATCH

TAPERED INSULATION
(MIN. SLOPE = 1/4":1'-0")

ROOF LEGEND

WALKWAY PADS

EXPANSION JOINT

ROOF HYDRANT: SEE FIRE
PROTECTION DRAWINGS

ROOF HYDRANT

EQUIPMENT SCREEN
SEGMENT NUMBER.
REFER TO A8/A3.51 FOR
SEGMENT HEIGHTS.

6
ROOF TOP EQUIPMENT
SCREEN

VENT THROUGH ROOF:
COORDINATE LOCATION W/
PLUMBING DRAWINGS.  SEE TYPICAL
FLASHING DETAILS @ SHEET A3.51

EXHAUST FAN WITH CURB:
COORDINATE LOCATION WITH
HVAC DRAWINGS.  SEE TYPICAL
FLASHING DETAILS @ SHEET A3.51

ROOF HOOD/ GRAVITY VENT WITH
CURB: COORDINATE LOCATION WITH
JVAC DRAWINGS. SEE TYPICAL
FLASHING DETAILS @ SHEET A3.51

CONDENSING UNIT ON PROTECTED
WOOD SLEEPERS: WITH PITCH
POCKET PIPE FENETRATION.
COORDINATE LOCATION WITH HVAC
DRAWINGS.  SEE PROTECTED WOOD
SLEEPER AND PITCH POCKET
DETAILS @ SHEET A3.51

AIR HANDLING UNIT ON CURBS:
COORDINATE LOCATION WITH
HVAC DRAWINGS.  SEE TYPICAL
FLASHING DETAILS @ SHEET A3.51

HVAC PIPING  FENETRATION @
ROOF.  COORDINATE LOCATION,
SIZE, AND TYPE WITH HVAC
DRAWINGS.  SEE TYPICAL
FLASHING DETAILS @ SHEET A3.50
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6/02/2016

MAIN ROOF -
AREA A

A3.11

SCHEMATIC DESIGN

 1/8" = 1'-0"D13
MAIN ROOF - AREA A

 1/8" = 1'-0"A13
AREA A - LOW ROOF 1

 1/8" = 1'-0"K12
AREA A - LOW ROOF 2

REVISION: Date:
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ROOF DRAIN W/ INSULATION SUMP:
SEE PLUMBING DWG's

DIRECTION OF SLOPING
STRUCTURE
(FLAT INSULATION AREA)

DIRECTION OF  SLOPE AT
TAPERED INSULATION (MIN. 1/4"=1'-0")

ROOF ACCESS HATCH

TAPERED INSULATION
(MIN. SLOPE = 1/4":1'-0")

ROOF LEGEND

WALKWAY PADS

EXPANSION JOINT

ROOF HYDRANT: SEE FIRE
PROTECTION DRAWINGS

ROOF HYDRANT

EQUIPMENT SCREEN
SEGMENT NUMBER.
REFER TO A8/A3.51 FOR
SEGMENT HEIGHTS.

6
ROOF TOP EQUIPMENT
SCREEN

VENT THROUGH ROOF:
COORDINATE LOCATION W/
PLUMBING DRAWINGS.  SEE TYPICAL
FLASHING DETAILS @ SHEET A3.51

EXHAUST FAN WITH CURB:
COORDINATE LOCATION WITH
HVAC DRAWINGS.  SEE TYPICAL
FLASHING DETAILS @ SHEET A3.51

ROOF HOOD/ GRAVITY VENT WITH
CURB: COORDINATE LOCATION WITH
JVAC DRAWINGS. SEE TYPICAL
FLASHING DETAILS @ SHEET A3.51

CONDENSING UNIT ON PROTECTED
WOOD SLEEPERS: WITH PITCH
POCKET PIPE FENETRATION.
COORDINATE LOCATION WITH HVAC
DRAWINGS.  SEE PROTECTED WOOD
SLEEPER AND PITCH POCKET
DETAILS @ SHEET A3.51

AIR HANDLING UNIT ON CURBS:
COORDINATE LOCATION WITH
HVAC DRAWINGS.  SEE TYPICAL
FLASHING DETAILS @ SHEET A3.51

HVAC PIPING  FENETRATION @
ROOF.  COORDINATE LOCATION,
SIZE, AND TYPE WITH HVAC
DRAWINGS.  SEE TYPICAL
FLASHING DETAILS @ SHEET A3.50
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ROOF PLAN GENERAL NOTES

LOW SLOPE MEMBRANE ROOFS
ALL ROOF AREAS SHALL BE ROOFING SYSTEM TYPE “R1” UNLESS SPECIFICALLY INDICATED AS OTHERWISE.

REFER TO SHEET A3.50 FOR DETAILED DESCRIPTIONS OF ROOF SYSTEM TYPES.

UNDERSIDE OF DECK (UOD) ELEVATIONS INDICATED ARE THEORETICAL ELEVATIONS PROVIDED AT STRUCTURAL
COLUMN GRID INTERSECTIONS, UNLESS SPECIFICALLY INDICATED AS OTHERWISE.

THE ROOFING AREAS SHALL FEATURE PLANAR SLOPE TOWARD DRAINS OF A MINIMUM ¼ INCH VERTICAL IN 12
INCHES HORIZONTAL DISTANCE. PROVIDE TAPERED INSULATION OR SHIMS TO MAINTAIN MINIMUM SLOPE AND
AVOID PONDING.

PROVIDE TAPERED INSULATION AND/OR CRICKETS AT THE UPSLOPE SIDE OF ALL CURBS AND OTHER
OBSTRUCTIONS TO DRAINAGE SLOPES, INCLUDING BUT NOT LIMITED TO CURBS FOR MECHANICAL EQUIPMENT,
SKYLIGHTS, ACCESS HATCHES, AND SMOKE HATCHES.

PROVIDE ROOF WALK PADS AT EACH ROOF ACCESS POINT (ADJACENT TO ROOF HATCHES AND BOTTOM AND TOP
OF ALL LADDERS), AND AROUND ALL ROOFTOP EQUIPMENT WHETHER SHOWN IN DRAWINGS OR NOT.

DETAIL REFERENCES MAY NOT BE INDICATED FOR EACH OCCURRENCE OF ROOF PENETRATIONS OR ROOF
MOUNTED EQUIPMENT. REFER TO THE ROOF LEGEND FOR ITEMS SHOWN ON THE ROOF PLAN, AND TO TYPICAL
ROOF DETAILS AT SHEET A3.50 THAT ARE APPLICABLE TO THE WORK OF THIS PROJECT.

ROOFING SYSTEMS SHALL COMPLY WITH WIND LOAD AND PERFORMANCE REQUIREMENTS FOR ROOF
COVERINGS.  FASTENINGS, JOINT SEAM TREATMENTS, AND OTHER INSTALLATION DETAILS SHALL MEET
MANUFACTURER’S REQUIREMENTS TO SATISFY CODE AND MEET WARRANTY REQUIREMENTS.
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SCHEMATIC DESIGN
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OVERALL AXON

A4.00

SCHEMATIC DESIGN

F14
NORTHEAST  AXON

F7
NORTHWEST  AXON

A7
SOUTHEAST  AXON

A14
SOUTHWEST  AXON
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OVERALL
EXTERIOR
ELEVATIONS

A4.10

SCHEMATIC DESIGN

 1/16" = 1'-0"A13
OVERALL WEST ELEVATION

 1/16" = 1'-0"G13
OVERALL EAST ELEVATION

 1/16" = 1'-0"J10
OVERALL NORTH ELEVATION

 1/16" = 1'-0"D10
OVERALL SOUTH ELEVATION

REVISION: Date:



EXTERIOR ELEVATION GENERAL NOTES
EXTERIOR ELEVATIONS ARE PROVIDED TO SHOW THE GENERAL ARRANGEMENT OF EXTERIOR WALL FINISH

MATERIALS. REFER TO WALL SECTIONS AND DETAILS FOR DETAILED DESCRIPTION OF CONSTRUCTION.

LINE OF GRADE INDICATED IS APPROXIMATE – REFER TO CIVIL / LANDSCAPE GRADING PLANS FOR GRADING

INFORMATION.

WHERE PORTIONS OF ELEVATIONS ARE OBSCURED FROM VIEW BY FREESTANDING COLUMNS, FASCIA, ROOF

EDGES, OR OTHER PROJECTING CONSTRUCTION, THE CONTRACTOR SHALL ASSUME THAT THE ADJACENT WALL

FINISHES EXTEND INTO THE AREAS OBSCURED FROM VIEW, UNLESS SPECIFICALLY INDICATED AS OTHERWISE

IN BUILDING AND WALL SECTIONS.

DIMENSIONAL INFORMATION PROVIDED RELATIVE TO MASONRY VENEER IS BASED ON NOMINAL FULL INCH

MASONRY COURSING.

REFER TO ROOF PLAN FOR DESCRIPTION OF ROOFING SYSTEMS AND MATERIALS.

REFER TO CURTAIN-WALL TYPES AND DETAILS FOR INFORMATION RELATED TO CURTAIN-WALL, INSTALLATION,

AND TRIM AT OPENINGS.

REFER TO WINDOW TYPES AND DETAILS FOR INFORMATION RELATED TO WINDOWS, INSTALLATION, AND TRIM

AT OPENINGS.

REFER TO LOUVER TYPES AND DETAILS FOR INFORMATION RELATED TO LOUVER OPENINGS, SIZES,

INSTALLATION, AND TRIM AT OPENINGS.

REFER TO BUILDING AND WALL SECTIONS FOR HEIGHT OF MASONRY COURSING AND TOP OF MASONRY

ELEVATIONS.

PROVIDE MASONRY VENEER CONTROL JOINTS WHERE INDICATED IN ELEVATIONS.  IN ADDITION, PROVIDE

CONTROL JOINTS AT THE FOLLOWING LOCATIONS:

ON ONE SIDE OF AN OUTWARD BUILDING CORNER WITHIN 2’-4” OF THE CORNER.

AT EACH INWARD BUILDING CORNER.

WHERE THE HEIGHT OF THE FACADE MASONRY VENEER CHANGES.

WHERE THE METHOD OF SUPPORT FOR MASONRY VENEER CHANGES, SUCH AS AT ENDS OF RELIEVING

ANGLES OR STRUCTURAL LINTELS SUPPORTED FROM ROOF STRUCTURE.

ON UNINTERRUPTED SPANS OF MASONRY VENEER AT MAXIMUM 24’-0” SPACING.

SEALANT AND BACKER ROD AT MASONRY VENEER CONTROL JOINTS SHALL BE PROVIDED AND INSTALLED BY

THE WATERPROOFING / JOINT SEALANT SUB-CONTRACTOR.

WHERE LOOSE LINTELS CROSS EXPANSION JOINTS, PROVIDE BOND-BREAK FABRIC WRAP OF LINTEL END AT

PORTION OF LINTEL EXTENDING PAST CONTROL JOINT.

WHERE MASONRY VENEER MATERIAL CHANGES OCCUR, INCLUDING FROM BRICK TO CMU OR PRECAST

CONCRETE, PROVIDE A BOND BREAK SEPARATOR BETWEEN COURSES.

ELEVATIONS MAY NOT SHOW ALL BUILDING FEATURES WITH CLARITY, SUCH AS REGLET COUNTER-FLASHINGS

AND TERMINATION BARS WHERE ROOF MEMBRANE FLASHINGS TERMINATE ON SIDE WALLS.  REFER TO WALL

SECTION AND ROOF EDGE DETAILS FOR DETAILS AND INFORMATION RELATED TO THESE CONDITIONS.
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SCHEMATIC DESIGN
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GENERAL CLASSROOM - SOUTH

 1/8" = 1'-0"D11
SELF-CONTAINED - NORTH

 1/8" = 1'-0"D9
SELF-CONTAINED - SOUTH

 1/8" = 1'-0"D6
KINDERGARTEN - NORTH

 1/8" = 1'-0"A14
KINDEGARTEN - SOUTH 2

 1/8" = 1'-0"A12
STAIR 1 - EAST

 1/8" = 1'-0"A8
ADAPTIVE PE - NORTH

 1/8" = 1'-0"B6
RESOURCE ROOM - SOUTH

 1/8" = 1'-0"A10
STAIR 1 - EAST 2
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EXTERIOR ELEVATION GENERAL NOTES
EXTERIOR ELEVATIONS ARE PROVIDED TO SHOW THE GENERAL ARRANGEMENT OF EXTERIOR WALL FINISH

MATERIALS. REFER TO WALL SECTIONS AND DETAILS FOR DETAILED DESCRIPTION OF CONSTRUCTION.

LINE OF GRADE INDICATED IS APPROXIMATE – REFER TO CIVIL / LANDSCAPE GRADING PLANS FOR GRADING

INFORMATION.

WHERE PORTIONS OF ELEVATIONS ARE OBSCURED FROM VIEW BY FREESTANDING COLUMNS, FASCIA, ROOF

EDGES, OR OTHER PROJECTING CONSTRUCTION, THE CONTRACTOR SHALL ASSUME THAT THE ADJACENT WALL

FINISHES EXTEND INTO THE AREAS OBSCURED FROM VIEW, UNLESS SPECIFICALLY INDICATED AS OTHERWISE

IN BUILDING AND WALL SECTIONS.

DIMENSIONAL INFORMATION PROVIDED RELATIVE TO MASONRY VENEER IS BASED ON NOMINAL FULL INCH

MASONRY COURSING.

REFER TO ROOF PLAN FOR DESCRIPTION OF ROOFING SYSTEMS AND MATERIALS.

REFER TO CURTAIN-WALL TYPES AND DETAILS FOR INFORMATION RELATED TO CURTAIN-WALL, INSTALLATION,

AND TRIM AT OPENINGS.

REFER TO WINDOW TYPES AND DETAILS FOR INFORMATION RELATED TO WINDOWS, INSTALLATION, AND TRIM

AT OPENINGS.

REFER TO LOUVER TYPES AND DETAILS FOR INFORMATION RELATED TO LOUVER OPENINGS, SIZES,

INSTALLATION, AND TRIM AT OPENINGS.

REFER TO BUILDING AND WALL SECTIONS FOR HEIGHT OF MASONRY COURSING AND TOP OF MASONRY

ELEVATIONS.

PROVIDE MASONRY VENEER CONTROL JOINTS WHERE INDICATED IN ELEVATIONS.  IN ADDITION, PROVIDE

CONTROL JOINTS AT THE FOLLOWING LOCATIONS:

ON ONE SIDE OF AN OUTWARD BUILDING CORNER WITHIN 2’-4” OF THE CORNER.

AT EACH INWARD BUILDING CORNER.

WHERE THE HEIGHT OF THE FACADE MASONRY VENEER CHANGES.

WHERE THE METHOD OF SUPPORT FOR MASONRY VENEER CHANGES, SUCH AS AT ENDS OF RELIEVING

ANGLES OR STRUCTURAL LINTELS SUPPORTED FROM ROOF STRUCTURE.

ON UNINTERRUPTED SPANS OF MASONRY VENEER AT MAXIMUM 24’-0” SPACING.

SEALANT AND BACKER ROD AT MASONRY VENEER CONTROL JOINTS SHALL BE PROVIDED AND INSTALLED BY

THE WATERPROOFING / JOINT SEALANT SUB-CONTRACTOR.

WHERE LOOSE LINTELS CROSS EXPANSION JOINTS, PROVIDE BOND-BREAK FABRIC WRAP OF LINTEL END AT

PORTION OF LINTEL EXTENDING PAST CONTROL JOINT.

WHERE MASONRY VENEER MATERIAL CHANGES OCCUR, INCLUDING FROM BRICK TO CMU OR PRECAST

CONCRETE, PROVIDE A BOND BREAK SEPARATOR BETWEEN COURSES.

ELEVATIONS MAY NOT SHOW ALL BUILDING FEATURES WITH CLARITY, SUCH AS REGLET COUNTER-FLASHINGS

AND TERMINATION BARS WHERE ROOF MEMBRANE FLASHINGS TERMINATE ON SIDE WALLS.  REFER TO WALL

SECTION AND ROOF EDGE DETAILS FOR DETAILS AND INFORMATION RELATED TO THESE CONDITIONS.
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LEVEL 1 TO B.O. FIXTURE. LOCATE SL5 AT 14'-0" ABOVE LEVEL 1 TO B.O. FIXTURE.

WALL SCONCE LIGHT FIXTURE, SEE ELEC. DWGS. LOCATE LEVEL 1 SC1 AT 7'-8" ABOVE

LEVEL 1 TO B.O. FIXTURE. LOCATE LEVEL 2 SC-1 AT 4'-0" ABOVE LEVEL 2 TO B.O. FIXTURE

+
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/4
"

EXTENT OF BRICK VENEER PROJECTING BEYOND THE DATUM FACE OF BRICK VENEER

PLANE. SEE PROJECT DETAILS AND SPECIAL BRICK SHAPES FOR ASSEMBLIES
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EXTERIOR
ELEVATIONS

A4.12

SCHEMATIC DESIGN

 1/8" = 1'-0"H14
WEST

 1/8" = 1'-0"D14
KINDERGARTEN - NORTH 2

 1/8" = 1'-0"D11
GENERAL CLASSROOM - SOUTH 2

 1/8" = 1'-0"D8
STAIR 3 - NORTH

REVISION: Date:



EXTERIOR ELEVATION GENERAL NOTES
EXTERIOR ELEVATIONS ARE PROVIDED TO SHOW THE GENERAL ARRANGEMENT OF EXTERIOR WALL FINISH

MATERIALS. REFER TO WALL SECTIONS AND DETAILS FOR DETAILED DESCRIPTION OF CONSTRUCTION.

LINE OF GRADE INDICATED IS APPROXIMATE – REFER TO CIVIL / LANDSCAPE GRADING PLANS FOR GRADING

INFORMATION.

WHERE PORTIONS OF ELEVATIONS ARE OBSCURED FROM VIEW BY FREESTANDING COLUMNS, FASCIA, ROOF

EDGES, OR OTHER PROJECTING CONSTRUCTION, THE CONTRACTOR SHALL ASSUME THAT THE ADJACENT WALL

FINISHES EXTEND INTO THE AREAS OBSCURED FROM VIEW, UNLESS SPECIFICALLY INDICATED AS OTHERWISE

IN BUILDING AND WALL SECTIONS.

DIMENSIONAL INFORMATION PROVIDED RELATIVE TO MASONRY VENEER IS BASED ON NOMINAL FULL INCH

MASONRY COURSING.

REFER TO ROOF PLAN FOR DESCRIPTION OF ROOFING SYSTEMS AND MATERIALS.

REFER TO CURTAIN-WALL TYPES AND DETAILS FOR INFORMATION RELATED TO CURTAIN-WALL, INSTALLATION,

AND TRIM AT OPENINGS.

REFER TO WINDOW TYPES AND DETAILS FOR INFORMATION RELATED TO WINDOWS, INSTALLATION, AND TRIM

AT OPENINGS.

REFER TO LOUVER TYPES AND DETAILS FOR INFORMATION RELATED TO LOUVER OPENINGS, SIZES,

INSTALLATION, AND TRIM AT OPENINGS.

REFER TO BUILDING AND WALL SECTIONS FOR HEIGHT OF MASONRY COURSING AND TOP OF MASONRY

ELEVATIONS.

PROVIDE MASONRY VENEER CONTROL JOINTS WHERE INDICATED IN ELEVATIONS.  IN ADDITION, PROVIDE

CONTROL JOINTS AT THE FOLLOWING LOCATIONS:

ON ONE SIDE OF AN OUTWARD BUILDING CORNER WITHIN 2’-4” OF THE CORNER.

AT EACH INWARD BUILDING CORNER.

WHERE THE HEIGHT OF THE FACADE MASONRY VENEER CHANGES.

WHERE THE METHOD OF SUPPORT FOR MASONRY VENEER CHANGES, SUCH AS AT ENDS OF RELIEVING

ANGLES OR STRUCTURAL LINTELS SUPPORTED FROM ROOF STRUCTURE.

ON UNINTERRUPTED SPANS OF MASONRY VENEER AT MAXIMUM 24’-0” SPACING.

SEALANT AND BACKER ROD AT MASONRY VENEER CONTROL JOINTS SHALL BE PROVIDED AND INSTALLED BY

THE WATERPROOFING / JOINT SEALANT SUB-CONTRACTOR.

WHERE LOOSE LINTELS CROSS EXPANSION JOINTS, PROVIDE BOND-BREAK FABRIC WRAP OF LINTEL END AT

PORTION OF LINTEL EXTENDING PAST CONTROL JOINT.

WHERE MASONRY VENEER MATERIAL CHANGES OCCUR, INCLUDING FROM BRICK TO CMU OR PRECAST

CONCRETE, PROVIDE A BOND BREAK SEPARATOR BETWEEN COURSES.

ELEVATIONS MAY NOT SHOW ALL BUILDING FEATURES WITH CLARITY, SUCH AS REGLET COUNTER-FLASHINGS

AND TERMINATION BARS WHERE ROOF MEMBRANE FLASHINGS TERMINATE ON SIDE WALLS.  REFER TO WALL

SECTION AND ROOF EDGE DETAILS FOR DETAILS AND INFORMATION RELATED TO THESE CONDITIONS.
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ELEVATION MATERIALS LEGEND

METAL PANEL

BRICK VENEER CONCRETE

PRE-CAST CONCRETE

ROOF TOP EQUIPMENT SCREEN

LOUVERVISION PANEL - OPERABLE

EXTERIOR WOOD CLADDING PANEL

NATURAL STONE VENEER

ELEVATION SYMBOLS LEGEND

CAM CAMERA; SEESECURITY DWGS FIRE ALARM HORN/STROBE; SEEFIRE

ALARM DWGS

SPK SPEAKER; SEECOMMUNICATION

DWGS

FA RED FIRE ALARM BEACON;

SEEFIRE ALARM DWGS

CARD READER; SEETECHNOLOGY DWGSCR SEC
AMBER SECURITY BEACON; SEE FIRE

ALARM AND TECHNOLOGY DRAWINGS

A1 VIDEO INTERCOM; SEE

TECHNOLOGY DWGS

SPR
SPRINKLER ALARM BEACON AND

BELL; SEEFIRE ALARM DWGS

DO
DOOR OPENER; SEESECURITY DWGS HOSE BIB; SEEPLUMBING DWGS

H

PENDANT MOUNT LIGHT FIXTURE, SEE ELEC. DWGS. LOCATE SL4 AT 8'-0" ABOVE

LEVEL 1 TO B.O. FIXTURE. LOCATE SL5 AT 14'-0" ABOVE LEVEL 1 TO B.O. FIXTURE.

WALL SCONCE LIGHT FIXTURE, SEE ELEC. DWGS. LOCATE LEVEL 1 SC1 AT 7'-8" ABOVE

LEVEL 1 TO B.O. FIXTURE. LOCATE LEVEL 2 SC-1 AT 4'-0" ABOVE LEVEL 2 TO B.O. FIXTURE

+
 3

/4
"

EXTENT OF BRICK VENEER PROJECTING BEYOND THE DATUM FACE OF BRICK VENEER

PLANE. SEE PROJECT DETAILS AND SPECIAL BRICK SHAPES FOR ASSEMBLIES
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6/02/2016

EXTERIOR
ELEVATIONS

A4.13

SCHEMATIC DESIGN

 1/8" = 1'-0"E8
GYM - NORTH

 1/8" = 1'-0"E14
GYM - SOUTH

 1/8" = 1'-0"H14
CAFETERIA & GYM - WEST

 1/8" = 1'-0"E11
STORE ROOM - NORTH

 1/8" = 1'-0"A14
MEDIA CENTER & OT/PT - WEST

 1/8" = 1'-0"A10
MEDIA CENTER - NORTH

 1/8" = 1'-0"A7
KINDEGARTEN - SOUTH

REVISION: Date:



EXTERIOR ELEVATION GENERAL NOTES
EXTERIOR ELEVATIONS ARE PROVIDED TO SHOW THE GENERAL ARRANGEMENT OF EXTERIOR WALL FINISH

MATERIALS. REFER TO WALL SECTIONS AND DETAILS FOR DETAILED DESCRIPTION OF CONSTRUCTION.

LINE OF GRADE INDICATED IS APPROXIMATE – REFER TO CIVIL / LANDSCAPE GRADING PLANS FOR GRADING

INFORMATION.

WHERE PORTIONS OF ELEVATIONS ARE OBSCURED FROM VIEW BY FREESTANDING COLUMNS, FASCIA, ROOF

EDGES, OR OTHER PROJECTING CONSTRUCTION, THE CONTRACTOR SHALL ASSUME THAT THE ADJACENT WALL

FINISHES EXTEND INTO THE AREAS OBSCURED FROM VIEW, UNLESS SPECIFICALLY INDICATED AS OTHERWISE

IN BUILDING AND WALL SECTIONS.

DIMENSIONAL INFORMATION PROVIDED RELATIVE TO MASONRY VENEER IS BASED ON NOMINAL FULL INCH

MASONRY COURSING.

REFER TO ROOF PLAN FOR DESCRIPTION OF ROOFING SYSTEMS AND MATERIALS.

REFER TO CURTAIN-WALL TYPES AND DETAILS FOR INFORMATION RELATED TO CURTAIN-WALL, INSTALLATION,

AND TRIM AT OPENINGS.

REFER TO WINDOW TYPES AND DETAILS FOR INFORMATION RELATED TO WINDOWS, INSTALLATION, AND TRIM

AT OPENINGS.

REFER TO LOUVER TYPES AND DETAILS FOR INFORMATION RELATED TO LOUVER OPENINGS, SIZES,

INSTALLATION, AND TRIM AT OPENINGS.

REFER TO BUILDING AND WALL SECTIONS FOR HEIGHT OF MASONRY COURSING AND TOP OF MASONRY

ELEVATIONS.

PROVIDE MASONRY VENEER CONTROL JOINTS WHERE INDICATED IN ELEVATIONS.  IN ADDITION, PROVIDE

CONTROL JOINTS AT THE FOLLOWING LOCATIONS:

ON ONE SIDE OF AN OUTWARD BUILDING CORNER WITHIN 2’-4” OF THE CORNER.

AT EACH INWARD BUILDING CORNER.

WHERE THE HEIGHT OF THE FACADE MASONRY VENEER CHANGES.

WHERE THE METHOD OF SUPPORT FOR MASONRY VENEER CHANGES, SUCH AS AT ENDS OF RELIEVING

ANGLES OR STRUCTURAL LINTELS SUPPORTED FROM ROOF STRUCTURE.

ON UNINTERRUPTED SPANS OF MASONRY VENEER AT MAXIMUM 24’-0” SPACING.

SEALANT AND BACKER ROD AT MASONRY VENEER CONTROL JOINTS SHALL BE PROVIDED AND INSTALLED BY

THE WATERPROOFING / JOINT SEALANT SUB-CONTRACTOR.

WHERE LOOSE LINTELS CROSS EXPANSION JOINTS, PROVIDE BOND-BREAK FABRIC WRAP OF LINTEL END AT

PORTION OF LINTEL EXTENDING PAST CONTROL JOINT.

WHERE MASONRY VENEER MATERIAL CHANGES OCCUR, INCLUDING FROM BRICK TO CMU OR PRECAST

CONCRETE, PROVIDE A BOND BREAK SEPARATOR BETWEEN COURSES.

ELEVATIONS MAY NOT SHOW ALL BUILDING FEATURES WITH CLARITY, SUCH AS REGLET COUNTER-FLASHINGS

AND TERMINATION BARS WHERE ROOF MEMBRANE FLASHINGS TERMINATE ON SIDE WALLS.  REFER TO WALL

SECTION AND ROOF EDGE DETAILS FOR DETAILS AND INFORMATION RELATED TO THESE CONDITIONS.
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ROOF TOP EQUIPMENT SCREEN
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EXTERIOR WOOD CLADDING PANEL

NATURAL STONE VENEER

ELEVATION SYMBOLS LEGEND

CAM CAMERA; SEESECURITY DWGS FIRE ALARM HORN/STROBE; SEEFIRE

ALARM DWGS

SPK SPEAKER; SEECOMMUNICATION

DWGS

FA RED FIRE ALARM BEACON;

SEEFIRE ALARM DWGS

CARD READER; SEETECHNOLOGY DWGSCR SEC
AMBER SECURITY BEACON; SEE FIRE

ALARM AND TECHNOLOGY DRAWINGS

A1 VIDEO INTERCOM; SEE

TECHNOLOGY DWGS

SPR
SPRINKLER ALARM BEACON AND

BELL; SEEFIRE ALARM DWGS

DO
DOOR OPENER; SEESECURITY DWGS HOSE BIB; SEEPLUMBING DWGS

H

PENDANT MOUNT LIGHT FIXTURE, SEE ELEC. DWGS. LOCATE SL4 AT 8'-0" ABOVE

LEVEL 1 TO B.O. FIXTURE. LOCATE SL5 AT 14'-0" ABOVE LEVEL 1 TO B.O. FIXTURE.

WALL SCONCE LIGHT FIXTURE, SEE ELEC. DWGS. LOCATE LEVEL 1 SC1 AT 7'-8" ABOVE

LEVEL 1 TO B.O. FIXTURE. LOCATE LEVEL 2 SC-1 AT 4'-0" ABOVE LEVEL 2 TO B.O. FIXTURE
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EXTENT OF BRICK VENEER PROJECTING BEYOND THE DATUM FACE OF BRICK VENEER

PLANE. SEE PROJECT DETAILS AND SPECIAL BRICK SHAPES FOR ASSEMBLIES
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6/02/2016

EXTERIOR
ELEVATIONS

A4.14

SCHEMATIC DESIGN

 1/8" = 1'-0"H14
MUSIC & ADAPTIVE PE - EAST

 1/8" = 1'-0"H10
ADMINISTRATION - EAST

 1/8" = 1'-0"E10
STAFF LUNCH - SOUTH

 1/8" = 1'-0"B14
STAFF LUNCH - WEST

 1/8" = 1'-0"B13
FOOD STORAGE - EAST

 1/8" = 1'-0"B11
CUSTODIAN OFFICE - WEST

 1/8" = 1'-0"B9
RECYCLING/ TRASH - EAST

 1/8" = 1'-0"E14
MUSIC - SOUTH

 1/8" = 1'-0"E12
PRINCIPAL OFFICE - NORTH

 1/8" = 1'-0"C7
VESTIBULE 239 - SOUTH

 1/8" = 1'-0"C4
VESTIBULE 239 - NORTH

REVISION: Date:
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6/02/2016

BUILDING
SECTIONS

A5.10

SCHEMATIC DESIGN

 1/8" = 1'-0"A7
BUILDING SECTION - 6

 1/8" = 1'-0"A14
BUILDING SECTION - 5

 1/8" = 1'-0"E9
BUILDING SECTION - 4

 1/8" = 1'-0"H9
BUILDING SECTION - 2

 1/8" = 1'-0"H14
BUILDING SECTION - 1

 1/8" = 1'-0"E14
BUILDING SECTION - 3
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6/02/2016

BUILDING
SECTIONS

A5.11

SCHEMATIC DESIGN

 1/8" = 1'-0"A14
BUILDING SECTION - 9

 1/8" = 1'-0"D14
BUILDING SECTION - 8

 1/8" = 1'-0"H14
BUILDING SECTION - 7
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6/02/2016

BUILDING
SECTIONS

A5.12

SCHEMATIC DESIGN

 1/8" = 1'-0"E7
BUILDING SECTION - 12

 1/8" = 1'-0"H14
BUILDING SECTION - 10

 1/8" = 1'-0"E14
BUILDING SECTION - 11

 1/8" = 1'-0"A14
BUILDING SECTION - 13
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6/02/2016

EQUIPMENT
PLANS &
ELEVATIONS

AQ1.50

SCHEMATIC DESIGN

 1/4" = 1'-0"E3
ENLARGED PLAN - KINDERGARTEN

 1/4" = 1'-0"G10
KINDERGARTEN RM - NORTH

 1/4" = 1'-0"G8
KINDERGARTEN RM - EAST

 1/4" = 1'-0"E10
KINDERGARTEN RM - SOUTH

 1/4" = 1'-0"E8
KINDERGARTEN RM - WEST

 1/4" = 1'-0"E14
ENLARGED PLAN - ART ROOM

 1/4" = 1'-0"C14
ART ROOM - NORTH

 1/4" = 1'-0"C11
ART ROOM - EAST

 1/4" = 1'-0"A14
ART ROOM - SOUTH

 1/4" = 1'-0"A11
ART ROOM - WEST

 1/4" = 1'-0"H14
ENLARGED PLAN - STEM CLASSROOM

 1/4" = 1'-0"K10
STEAM CLASSROOM - NORTH

 1/4" = 1'-0"K7
STEAM CLASSROOM - EAST

 1/4" = 1'-0"H10
STEAM CLASSROOM - SOUTH

 1/4" = 1'-0"H7
STEAM CLASSROOM - WEST

 1/4" = 1'-0"A3
ENLARGED PLAN - GENERAL CLASSROOM

 1/4" = 1'-0"A7
GEN'L CLASSROOM - WEST

 1/4" = 1'-0"A9
GEN'L CLASSROOM - SOUTH

 1/4" = 1'-0"C7
GEN'L CLASSROOM - EAST

 1/4" = 1'-0"C9
GEN'L CLASSROOM - NORTH
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SCHEMATIC DESIGN
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ENLARGED PLAN - MUSIC
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MUSIC RM - NORTH

 1/4" = 1'-0"C9
MUSIC RM - EAST 1
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